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Office for Nuclear Regulation (ONR) 

Site Report for 

Dungeness B 
 
 

Report for period - 1 October to 31 December 2019 
 
 
 
Foreword 
 
This report is issued as part of ONR's commitment to make information about inspection and 
regulatory activities relating to the above site available to the public.  Reports are distributed to 
members of the Dungeness Site Stakeholder Group and are also available on the ONR 
website (http://www.onr.org.uk/llc/). 
 
Site inspectors from ONR usually attend Dungeness Site Stakeholder Group meetings where 
these reports are presented and will respond to any questions raised there.  Any person 
wishing to enquire about matters covered by this report should contact ONR. 
 
 

  

http://www.onr.org.uk/llc/
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1 INSPECTIONS 

1.1 Dates of inspection 

1. ONR inspectors undertook inspections at Dungeness B Power Station, on the following 
dates during the quarter: 

 
 15-16 & 23-24 October  
 12-14  November  
 2-3 December 

2 ROUTINE MATTERS 

2.1 Inspections  

2. Inspections are undertaken as part of the process for monitoring compliance with:  
 

 The conditions attached by ONR to the nuclear site licence granted under the 
Nuclear Installations Act 1965 (NIA65) (as amended);  

 The Energy Act 2013 
 The Health and Safety at Work Act 1974 (HSWA74); and  
 Regulations made under HSWA74, for example the Ionising Radiations 

Regulations 2017 (IRR17) and the Management of Health and Safety at Work 
Regulations 1999 (MHSWR99).  

3. The inspections entail monitoring the licensee’s actions on the site in relation to incidents, 
operations, maintenance, projects, modifications, safety case changes and any other 
matters that may affect safety. The licensee is required to make and implement adequate 
arrangements under the conditions attached to the licence in order to ensure legal 
compliance. Inspections seek to judge both the adequacy of these arrangements and their 
implementation. 

 
Compliance Inspections 

 
4. In this period, routine inspections at Dungeness B covered the following topics: 
 

 Licence condition 11 - Emergency arrangements 
 Licence condition 12 – Duly authorised and other suitably qualified and 

experienced persons 
 Unannounced Licence condition 32  - Accumulation of radioactive waste 
 Control of major Accident Hazards (COMAH) Regulations 
 Regulatory Reform (Fire Safety) Order 2005 

 
5. During this reporting period the nominated site inspector undertook two compliance 

inspections of LC11 which covered two specific areas. The LC11(6) compliance inspection 
examined the training element of the station’s arrangements for emergency planning at the 
station. This shift training exercise required the use of deployable backup equipment 
(DBUE) with the use of improved instruction sheets for this equipment. The site inspector 
also observed control training for the Incident Response Team (IRT) and Standby 
Emergency Response Team (SERT) taking part in this training exercise. 
 

6. During the above inspection,  the site inspector undertook a reactive compliance 
inspection for LC12 where he observed the feedback provided by the station’s Duly 
Authorised Person (DAP) re-authorisation panel to a shift manager who was taking part in 
the above training shift exercise. The site inspector noted that the feedback from the DAP 
re-authorisation panel and from the shift manager was positive in terms of performance 
and decision making rationale. From observations of this re-authorisation process, he was 
content that the re-authorisation process was challenging and robust. 
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7. The second LC11 compliance inspection was for ONR to observe a level 1 partial re-

demonstration of the station’s arrangements in its implementation of the Beyond Design 
Basis Equipment (BDBE).  This was an identified short fall during the 8 May 2019 Level 1 
demonstration exercise to ONR. The re-demonstration scenario was a nuclear emergency 
which was initiated by a building fire and malicious interference of plant safety equipment 
and included casualty recovery.  It was clear that lessons had been learned from improved 
site training and subsequent shift training exercises.  There were also significant 
improvements in the operation of the Access Control Point and Emergency Control Centre 
activities. 

 
8. An unannounced LC32 (accumulation of radioactive waste) inspection was undertaken.  

The focus of the inspection was the Licensee’s progress against the radioactive waste 
management plan, which was developed to address the shortfalls captured in a regulatory 
issue and an associated enforcement letter.  The inspection sought evidence that the 
station improvements identified during my previous inspection in April 2019 had been 
sustained.  During the walk-down of the waste facilities, the inspectors noted that 
significant improvements to the Decontamination Centre had been sustained. Based on 
the evidence sampled, the inspectors judged that the site has now established appropriate 
governance, funding and resources to continue to deliver the radioactive waste 
management improvements required.  

 
9. The site inspector and a specialist Conventional Health & Safety Inspector undertook a 

Control of major Accident Hazards (COMAH) compliance inspection. The inspectors noted 
that the station was managing its inventory to remain within the legal thresholds for a lower 
tier facility. The inspectors also noted that other COMAH substances were also being 
stored and controlled in compliance with the COMAH regulations. Some minor issues 
were noted during the inspection and will be followed up by the specialist inspector. 

 
10. During the COMAH inspection the site inspector elected to follow up the station’s progress 

in light of a learning brief issued by Hartlepool (HRA) power station, issued on the 6 
October 2019.  This followed identification of shortfalls in compliance with the Dangerous 
Substances and Explosive Atmospheres Regulations 2002 (DSEAR) that were observed 
at the Hartlepool contractor paint stores.  The site inspector found similar shortfalls at 
Dungeness B to those identified within the Hartlepool learning brief.  The site inspector 
discussed the observations made with the station representatives and contract partners. 
Both parties committed to addressing the shortfalls immediately. The site inspector’s 
subsequent revisit of the areas a week later identified significant physical and procedural 
improvements in all the areas concerned and he welcomed the prompt response by all 
those involved.  

 
11. A specialist Fire Safety Inspector undertook a compliance inspection of the Regulatory 

Reform (Fire Safety) Order 2005 to ensure the safety of people from the danger of fire. 
The inspection assessed station’s management arrangements to support fire safety, and 
the implementation of practical measures to protect life safety. The specialist inspector 
sampled areas of the facility which challenge conventional means of escape due to 
structural arrangements that do not meet recommendations contained within current codes 
of practice for fire safety design.  The inspector found that the station had demonstrated a 
good standard in the day-to-day management of fire safety and gave confidence in the 
capability to respond pro-actively to the dynamic nature of an operating power station. 
Those responsible for the management and practical application of fire safety had a good 
understanding of fire engineering principles to achieve adequate fire safety where the 
design of the building prevents the use of conventional approaches. 
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System Based Inspections (SBI) 

12. In addition to our compliance inspections based on the conditions attached to the nuclear 
site licence, ONR also inspects operating reactors against safety-related systems. Each 
site has a safety case that demonstrates how it operates safely. For Advanced Gas-cooled 
Reactors, each of the key systems will be inspected against the claims made upon them 
by the safety case. The aim is to systematically inspect all the significant safety related 
systems within a five-year cycle. ONR considers that this will provide additional assurance 
that operations on the Dungeness site are safe. Each of these system inspections 
considers the relevant licence conditions below: 

 
 Licence condition 10: Training 
 Licence condition 23: Operating rules 
 Licence condition 24: Operating instructions 
 Licence condition 27: Safety mechanisms 
 Licence condition 28: Examination, inspection, maintenance and testing 
 Licence condition 34: Leakage and escape of radioactive material and 

radioactive waste 
 

13. During the reporting period no system-based inspections were completed. 
 
2.2 Other work 

14. During the period between October and November 2019, Dungeness B reported several 
conventional health and safety incidents that have occurred on the station involving 
contractors. In addition, the nominated site inspector also observed activities being 
undertaken by contractors which fall short of the licensee’s duties in ensuring their safety. 
In the site inspector’s opinion, many of the reported and observed incidents share 
common root causes which are indicative of wider behavioural, control and supervision 
issues associated with the station.  In light of the above, the site inspector was of the 
opinion that EDF NGL had failed in its duties to comply with the required conventional 
health and safety legislation in ensuring contractor safety. The site inspector has therefore 
applied ONR’s Enforcement Management Model (EMM), which identified that an 
enforcement letter should be issued to the station.  The enforcement letter was issued on 
the 8 January 2020. The site inspector will report further on this within the next SSG report 
for period 1 January – 31 March 2020. 

 
 

3 NON-ROUTINE MATTERS 

15. Licensees are required to have arrangements to respond to non-routine matters and 
events. ONR inspectors judge the adequacy of the licensee’s response, including actions 
taken to implement any necessary improvements.   
 

16. There were no incidents of note during this reporting period. 
 

Return to Service (RTS) Update 
 

17. Both reactors are safely shutdown due to the ongoing repair of widespread steel corrosion 
across the station and cracking found in the main steam lines of the boilers. The 
reactors will only be permitted to return to service when ONR is satisfied that the issues 
identified have been resolved. 
 

18. The corrosion event recovery has progressed to the point where inspections required to 
support RTS are now complete, the necessary defect remediation required for RTS has 
been established and is in progress. Risk informed defect rectification work is also planned 
for a number of years after the return to service of the reactors. 

http://news.onr.org.uk/2018/04/new-onr-enforcement-management-model/
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19. Boiler steam main line inspections are complete and some repairs have been carried out. 

The safety case for return to service is progressing and will be subject to assessment by 
ONR. 
 

20. Potential issues related to a previously known in-service degradation mechanism that 
could affect specific sections of the boilers are being addressed by the station. Any 
justification for continued operation will be supported by a robust safety justification, which 
ONR will assess prior to RTS of either reactor. 

 
 
4 REGULATORY ACTIVITY  

21. ONR may issue formal documents to ensure compliance with regulatory requirements. 
Under nuclear site licence conditions, ONR issues regulatory documents which either 
permit an activity or require some form of action to be taken. These are usually collectively 
termed ‘Licence Instruments’ (LIs), but can take other forms. In addition, inspectors may 
issue Enforcement Notices to secure improvements to safety.  
 

22. During the period, ONR issued an enforcement letter as noted above.  ONR also issued 
agreement to implement the safety case covering the majority of the steam system 
following inspections and repair. 

 
Table 1 

Licence Instruments and Enforcement Notices Issued by ONR during this period 
 
 

Date Type Ref No Description 

23/12/2019 LI 559 2019/ 356280 Agreement to NP/SC 7787 Rev 000 Proposal version 
06: Review of the implications of the defects on the 
main steam pipework observed during the 2018 
double reactor outage and arrangements for return to 
service 

 
 
 
5 NEWS FROM ONR 

Enforcement Action 

EDF Energy has complied with two ONR Improvement Notices relating to the way it maintains 

auxiliary steam systems and instructs staff operating these systems. The Notices were issued 

in January 2019 following a serious incident at Heysham 1 power station in November 2018, 

when a valve failed on a steam system resulting in injury to three EDF employees. Further 

details are available on our website. 

Regulatory updates 

In October, our Chief Nuclear Inspector (CNI) Mark Foy published his view on the 

performance of Great Britain’s nuclear industry during 2018/19. In the first report of its kind, 

the review provides an independent, authoritative view of safety, security and safeguards 

performance across the nuclear industry over the last year. The report is accessible via our 

website homepage www.onr.org.uk     

http://news.onr.org.uk/2019/12/edf-energy-complies-with-improvement-notices/
http://news.onr.org.uk/2019/12/edf-energy-complies-with-improvement-notices/
http://news.onr.org.uk/2019/10/chief-nuclear-inspectors-annual-report-on-great-britains-nuclear-industry/
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Throughout October we hosted an Integrated Regulatory Review Service Mission that saw a 

team of 18 independent experts from across the globe scrutinising the regulation of nuclear 

and radiological safety across 15 different regulatory bodies. The final report is expected in 

February/March 2020. 

Along with the Environment Agency and Natural Resources Wales (NRW) we have published 

new Generic Design Assessment (GDA) guidance for Requesting Parties. It reflects the 

changes seen in the nuclear industry in the decade since GDA was introduced, in particular 

the Nuclear Sector Deal and the potential for Small Modular Reactor (SMR) designs to enter 

GDA in the future. The new guidance also incorporates lessons learnt from previous GDAs. 

Together with the Environment Agency, we have also published a joint annual report on our 

scrutiny of Radioactive Waste Management’s (RWM) work to develop geological disposal. 

This report summarises our work relating to the geological disposal of radioactive waste.  

We have formally concluded the licence revocation for the Cardiff Nuclear Licensed Site in 

Wales, thereby de-licensing the site. This follows many years of nuclear site decommissioning 

and work to clean up the site and is the first time ONR has de-licensed a site completely, 

although several sites have been de-licensed by ONR’s predecessor organisation, the 

Nuclear Installations Inspectorate. 

Stakeholder engagement 

In November, we hosted our second NGO Forum of the year and were delighted to welcome 

18 NGO attendees from 14 different organisations.  Agenda items included our work at 

Sellafield, ageing management of reactors and our relationship with the Defence Nuclear 

Safety Regulator.  Presentations and minutes from all our NGO Forum meetings are made 

available on our website.  If you represent an NGO group and would like to get involved with 

our NGO Forum, please get in touch with our Communications team (contact@onr.gov.uk) for 

further details. 

All our latest news is available on our website www.onr.org.uk. 

 
CONTACTS 

Office for Nuclear Regulation 
Redgrave Court 
Merton Road 
Bootle 
Merseyside 
L20 7HS 
website: www.onr.org.uk 
email:   contact@onr.gov.uk 
 
This document is issued by the Office for Nuclear Regulation (ONR). For further information 
about ONR, or to report inconsistencies or inaccuracies in this publication please visit 
http://www.onr.org.uk/feedback.htm.  
 
 
 
© Office for Nuclear Regulation,2019 
If you wish to reuse this information visit www.onr.org.uk/copyright.htm for details.  
Published 08/19  
 

http://news.onr.org.uk/2019/11/regulating-the-regulators/
http://news.onr.org.uk/2019/10/new-gda-guidance-for-requesting-parties/
http://news.onr.org.uk/2019/10/joint-ea-and-onr-regulatory-scrutiny-and-engagement-report-published/
http://news.onr.org.uk/2019/12/onr-de-licenses-cardiff-nuclear-site/
http://www.onr.org.uk/events.htm
http://www.onr.org.uk/
http://www.onr.org.uk/
mailto:contact@onr.gov.uk
http://www.onr.org.uk/feedback.htm
http://www.onr.org.uk/copyright.htm
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