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Foreword 
 
This report is issued as part of ONR's commitment to make information about 
inspection and other regulatory activities relating to the Sellafield site available to the 
public.  Reports are distributed every six months to members for the West Cumbria 
Sites Stakeholder Group and are also available on the ONR website 
(http://www.onr.org.uk/llc/). 
 
Site inspectors from ONR usually attend West Cumbria Sites Stakeholder Group 
Scrutiny Meetings and will respond to any questions raised there.  Any person wishing 
to inquire about matters covered by this report should contact: contact@onr.gov.uk 
 
 
 

http://www.onr.org.uk/llc/
mailto:contact@onr.gov.uk
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1  INSPECTIONS  

1.1 DATES OF INSPECTION 

ONR nuclear safety inspectors made inspections on the following dates during this 
reporting period: 
 

Period: 
1 April – 30 
September 2019 

April  

2019 
May 

2019 
June 
2019 

July 

2019 
August 

2019 
September 

2019 

Special Nuclear 
Materials 

16  15 11 - 12 16  11 

THORP & OFSG 
 

 14  23, 26 28 19 

Magnox 9 - 10 14 - 16 11 - 12 24 - 25 13 - 15 10 – 11 

Decommissioning 
(Retrievals) 

  4 15 - 17 20  

Decommissioning 
(Remediation)  

 14   15 24 

Waste & Effluent, 
Disposition 
Directorate (HALES, 
HLWP and E & EP) 

10 - 11 7, 14 -15, 
22 

4 - 5 ,11 17 - 18, 
30 - 31 

7 - 8, 
17-19 

2, 17 - 19 

Site Infrastructure  
 

2 14 4 - 5 2  3 

Corporate  
 

24 - 25 16 - 17  18 - 19 20, 29  

Periodic Review of 
Safety 

    20 - 21  
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2  ROUTINE MATTERS 

2.1    Inspections  
 
Inspections are undertaken as part of the process for monitoring compliance with:  
 

 The conditions attached by ONR to nuclear site licences granted under 
the Nuclear Installations Act 1965 (NIA65) (as amended);  

 The Energy Act 2013; 
 The Health and Safety at Work etc. Act 1974 (HSWA74); and  
 Regulations made under HSWA74, for example the Ionising Radiations 

Regulations 2017 (IRR17) and the Management of Health and Safety at 
Work Regulations 1999 (MHSWR99).  

Inspections entail monitoring the licensee’s actions in relation to incidents, operations, 
maintenance, projects, modifications, safety case changes and any other matters that 
may affect safety on the site. The licensee, Sellafield Ltd, is required to make and 
implement adequate arrangements under the conditions attached to the licence in 
order to ensure legal compliance. Inspections seek to judge both the adequacy of 
these arrangements and their implementation. 
 
In general, ONR judged the arrangements made and implemented by the site in 
response to safety requirements to be adequate in the areas inspected.  However, 
where improvements were considered necessary, the licensee made satisfactory 
commitments to address the issues, and our inspectors will monitor progress during 
future visits. Where necessary, ONR will take formal regulatory enforcement action to 
ensure that appropriate remedial measures are implemented to reasonably practicable 
timescales. 
 
During this period, routine inspections at Sellafield Ltd covered the following: 
 
Sellafield Compliance, Intelligence and Enforcement (SCIE) sub-division.  
 
The SCIE sub-division’s objective is to seek evidence-based confidence that Sellafield 
Ltd is complying with its statutory obligations and that workers and the public are 
protected from the hazards of the site.   
 
Special Nuclear Materials 

During this period within the Special Nuclear Materials (SNM) value stream, ONR 
carried out four planned Licence Condition (LC) compliance inspections.  
 

 LC 7 – Incidents on the site 

 LC 22 – Modification or experiment on existing plant 

 LC 36 – Organisational capability 

 LC 11 – Emergency arrangements 
 
In addition, ONR undertook one Systems Based Inspection (SBI) of a civil engineering 
system in Special Nuclear Materials (SNM) North (SNM(N)) facilities. 

For all the planned LC compliance inspections, ONR judged that compliance with LC 7 
(Incidents on the site), LC 22 (Modification or experiment on existing plant), LC 36 
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(Organisational capability) and LC11 (Emergency arrangements) was adequate, and 
awarded Green (no formal action) inspection ratings. 

For the SBI of the SNM(N) facilities, the LCs inspected were four of the standard set of 
six for SBIs: LC 10 (Training); LC 23 (Operating rules); LC 24 (Operating instructions); 
and LC 28 (Examination, inspection, maintenance and testing). Due to the nature of 
the inspection, it was judged not appropriate to inspect against LC 27 (Safety 
mechanisms, devices and circuits) and LC 34 (Leakage and escape of radioactive 
material and radioactive waste). The inspection considered, on a sample basis, the 
condition of the civil aspects of the SNM(N) facilities excluding areas that are subject 
to major improvement projects. (Oversight for these projects is provided by an ONR 
Sellafield Project Delivery Sub-division). ONR considered this system adequately 
fulfils the requirements of the safety case and awarded Green (no formal action) 
inspection ratings to all four of the standard SBI LCs inspected. 

THORP and OFSG 

During this period, ONR Inspectors undertook four planned and one reactive 
unplanned (unannounced) LC compliance inspections within the Thermal Oxide 
Reprocessing Plant (THORP). 

 LC 11 – Emergency arrangements 

 LC 22 – Modification or experiment on existing plant 

 LC 24 – Operating instructions 

 LC 26 – Control and supervision of operations (reactive unplanned 
(unannounced)) 

 LC 36 – Organisational capability 
 

For these LC compliance inspections, in general, ONR judged that compliance was 
adequate and awarded Green (no formal action) inspection ratings.  In several cases, 
minor improvements were considered necessary with Sellafield Ltd making 
satisfactory commitments to address the regulatory issues raised.  The site inspector 
will monitor progress during future visits. 

During this period, Sellafield Ltd presented evidence to support closure of regulatory 
issues previously raised. These were in relation to the THORP Cooling Towers and a 
shortfall in the implementation of the Sellafield LC 24 (Operating instructions) 
arrangements in the Oxide Fuel Storage Group (OFSG). 

Magnox 

During this period, ONR undertook six planned LC compliance inspections within 
Magnox. 
 

 LC 11 - Emergency Arrangements 

 LC 12 - Duly authorised and other suitably qualified and experienced persons 

 LC 24 - Operating instructions 

 LC 26 - Operating instructions 

 LC 32 - Accumulation of radioactive waste 
 

In addition, ONR undertook a planned inspection against the Ionising Radiation 
Regulations (IRRs) 2017. 
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The LC 11 planned inspection was carried out within the Sellafield Spent Fuel 
Management value stream and more specifically focussed on the Magnox 
Reprocessing Facility (MRF).  Here ONR judged that compliance was adequate and a 
Green (no formal action) inspection rating was awarded. ONR nevertheless identified 
a requirement for some minor improvements and has raised a regulatory issue to track 
Sellafield Ltd’s progress with the improvements. 
 
The LC 12 planned inspection was carried out within the Sellafield Spent Fuel 
Management Value Stream and more specifically focussed on the MRF.  Here 
compliance was adequate and a Green (no formal action) inspection rating was 
awarded.  
 
The LC 24 planned inspection was carried out within the Sellafield Spent Fuel 
Management Value Stream and more specifically focussed on the Magnox East River 
(MER) complex.  Here ONR judged that compliance was adequate and a Green (no 
formal action) inspection rating was awarded. ONR nevertheless identified some 
minor improvements and has raised two regulatory issues to track Sellafield Ltd’s 
progress with the improvements. 
 
The LC 26 planned inspection was carried out within the Sellafield Spent Fuel 
Management Value Stream and more specifically focussed on the MER complex.  
Here ONR judged that compliance was adequate and a Green (no formal action) 
inspection rating was awarded.  
 
The LC 26 planned inspection was carried out within the Sellafield Spent Fuel 
Management Value Stream and more specifically focussed on the MRF.  Here ONR 
judged that the compliance was adequate and a Green (no formal action) inspection 
rating was awarded.  
 
The LC 32 planned inspection was carried out within the Sellafield Spent Fuel 
Management Value Stream and more specifically focussed on the MER complex.  
Here ONR judged that compliance was adequate and a Green (no formal action) 
inspection rating was awarded. ONR nevertheless identified some minor 
improvements and has raised a regulatory issue to track Sellafield Ltd’s progress with 
the improvements. 
 
The IRRs planned inspection was carried out within the Sellafield Spent Fuel 
Management Value Stream and more specifically focussed on MRF.  Here ONR 
judged that compliance was adequate and a Green (no formal action) inspection rating 
was awarded. 
 
ONR also conducted a SBI of the Plutonium Purification (PP) cycle and Plutonium 
(Pu) Evaporator and associated systems within the MRF. ONR considered this system 
meets the requirements of the safety case and awarded a Green (no formal action) 
inspection rating for five of the six standard SBI LCs. However, for LC 10 (Training), 
ONR determined that application of the Sellafield Ltd arrangements did not meet legal 
standards and ONR is seeking improvements. ONR has raised a regulatory issue to 
track the delivery of Sellafield Ltd’s action plans to address these identified shortfalls. 
In addition, ONR identified some minor improvements and has raised three additional 
regulatory issues to track Sellafield Ltd’s progress with the improvements. 
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ONR conducted a SBI of the cell and vessel ventilation (including the link to 
Separation Area Ventilation (SAV)) system associated with Magnox Reprocessing 
Facility (MRF), which is part of the Sellafield Spent Fuel Management Value Stream. 
ONR considered this system meets the requirements of the safety case and awarded 
a Green (no formal action) inspection rating to all six standard SBI licence conditions.  
However, ONR identified some minor improvements and has raised two additional 
regulatory issues to track Sellafield Ltd’s progress with the improvements. 
 
ONR attended regular quarterly meetings to review Sellafield Ltd’s environmental, 
safety, health and quality performance. ONR considers that these meetings have 
provided a good forum for monitoring the performance of the Magnox Operating Unit 
organisation and to discuss and agree actions to address any adverse trends in 
safety. 
 
Decommissioning (Retrievals and Remediation) 

Retrievals 

During this period, ONR undertook two planned LC compliance inspections within 
Retrievals. 

 LC 22 - Modification or experiment on existing plant 

 LC 26 - Control and supervision of operations 

In addition, ONR undertook one planned SBI. 

For the planned LC compliance inspections, ONR judged that licensee compliance 
with LC 22 (Modification or experiment on existing plant) and LC 26 (Control and 
supervision of operations) was adequate and awarded Green (no formal action) 
inspection ratings.  

For the SBI of the SPP1, the LCs inspected were the standard set for SBIs: LC 10 
(Training); LC 23 (Operating rules); LC 24 (Operating instructions); LC 27 (Safety 
mechanisms, devices and circuits); and LC 28 (Examination, inspection, maintenance 
and testing), but did not include LC 34 (Leakage and escape of radioactive material 
and radioactive waste). ONR considered this system meets the requirements of the 
safety case and awarded a Green (no formal action) inspection rating to all five LCs 
inspected.  

Remediation 

During this period, ONR undertook two planned LC compliance inspections.  

 LC 26 - Control and supervision of operations 

 LC 36 - Organisational capability 
 

In addition, ONR undertook a planned IRRs 2017 inspection. 

For the planned LC compliance inspections, ONR judged that licensee compliance 
with LC 36 (Organisational capability) and LC 26 (Control and supervision of 
operations) was adequate and awarded Green (no formal action) inspection ratings. 
The LC 26 inspection was unannounced, with ONR arriving at the start of the day 
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(06:30 hours). Sellafield Ltd demonstrated good control and supervision of operators 
on the day. Against the LC 36 inspection, one level 4 regulatory issue was raised. 

For the planned IRRs 2017 compliance inspection, ONR judged that compliance was 
adequate and awarded a Green (no formal action) inspection rating and no regulatory 
issues were raised. 

Waste & Effluent, Disposition Directorate 

During this reporting period, ONR undertook planned compliance inspections in the 
Highly Active Liquor Evaporation and Storage (HALES) facilities, the High Level 
Waste Plants (HLWP) and the Effluents and Encapsulation Plants (E&EP). 

HALES 
 
Within HALES, ONR carried out two planned LC compliance inspections. 
 

 LC 11 – Emergency arrangements 

 LC 36 – Organisational capability 
 

In addition, ONR undertook and one planned SBI of the HALES ventilation system. 

For the two planned LC compliance inspections ONR judged that compliance was 
adequate and awarded Green (no formal action) inspection ratings. 

The HALES ventilation SBI considered compliance against the standard set of LCs for 
SBIs: LC 10 (Training); LC 23 (Operating rules); LC 24 (Operating instructions); LC 27 
(Safety mechanisms, devices and circuits); LC 28 (Examination, inspection, 
maintenance and testing); and LC34 (Leakage and escape of radioactive material and 
radioactive waste). ONR’s overall judgement was that the ventilation system 
adequately fulfils the requirements of the safety case and awarded a Green (no formal 
action) inspection rating to all five LCs inspected. 

HLWP 

Within the HLWP, ONR carried out one planned LC compliance inspection.  

 LC 36 - Organisational capability 

ONR judged that compliance was adequate and awarded a Green (no formal action) 
inspection rating. 

In addition, ONR undertook one SBI of the HLWP containment system. The HLWP 
containment SBI considered compliance against the standard set of LCs for SBIs: LC 
10 (Training); LC 23 (Operating rules); LC 24 (Operating instructions); LC 27 (Safety 
mechanisms, devices and circuits); LC 28 (Examination, inspection, maintenance and 
testing) and LC 34 (Leakage and escape of radioactive material and radioactive 
waste). ONR’s overall judgement was that the containment system adequately fulfils 
the requirements of the safety case and awarded a Green (no formal action) 
inspection rating to all six LCs inspected. 
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E & EP 

Within the Effluents and Encapsulation facilities, ONR carried out three planned LC 
compliance inspections.  

 LC 11 – Emergency arrangements 

 LC 26 – Control and Supervision of Operations 

 LC 36 – Organisational capability 

For the three LC compliance inspections, ONR judged that compliance was adequate 
and awarded Green (no formal action) inspection ratings. 

Site Infrastructure 
 

ONR observed an emergency demonstration exercise to determine if Sellafield Ltd 
had adequately implemented its arrangements to ensure compliance with LC 11 
(Emergency arrangements).  The purpose of this intervention was to assess the 
requirement set by ONR for Sellafield Ltd to demonstrate its emergency management 
capability on an annual basis, based on a safety-driven scenario. ONR shared 
observations with Sellafield Ltd at a debrief session and welcomed the strong degree 
of alignment between ONR’s observations and those of Sellafield Ltd and its internal 
regulator. Overall, ONR concluded that Sellafield Ltd had adequately implemented its 
arrangements for compliance with LC11 and awarded a Green (no formal action) 
inspection rating. 

A planned inspection was undertaken to determine if Sellafield Ltd’s Consignment 
organisation had adequately implemented the site-wide arrangements for compliance 
with LC 5 (Consignment of nuclear matter).  Sellafield Ltd’s Consignment organisation 
is responsible for the adequate management and control of consignments of all 
nuclear matter (including excepted matter and radioactive waste) consigned from the 
site.  As a result of this inspection ONR concluded that the arrangements and their 
implementation in respect of LC 5 were adequate and awarded a Green (no formal 
action) inspection rating.   

ONR performed a SBI of the Sellafield Emergency Generation System. The SBI 
considered compliance against the standard set of LCs for SBIs: LC 10 (Training); LC 
23 (Operating rules); LC 24 (Operating instructions); LC 27 (Safety mechanisms, 
devices and circuits); LC 28 (Examination, inspection, maintenance and testing) and 
LC 34 (Leakage and escape of radioactive material and radioactive waste). ONR’s 
overall judgement was that the Sellafield Emergency Generation System adequately 
fulfils the requirements of the safety case and awarded a Green (no formal action) 
inspection rating to all six LCs inspected. 

An inspection was carried out to sample the adequacy of SL Package Design Group 
management arrangements in relation to supporting on-site transport moves of 
nuclear and radioactive material, specifically the design aspects of the Silo Emptying 
Plant (SEP) package to transport Magnox Swarf Storage Silo (MSSS) waste across 
site.  The inspection did not identify any significant shortfalls.  

A planned inspection was carried out to determine if Sellafield Limited’s tenant, 
National Nuclear Laboratory Limited (NNL), was adequately implementing the 
licensee’s site-wide arrangements for compliance with LC 36 (Organisational 
capability) within its Central Laboratory organisation. ONR judged that NNL had 
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adequately implemented the licensee’s arrangements for LC 36 in the Central 
Laboratory facility and that Sellafield Ltd provides an adequate level of assurance to 
its management and control of its tenant in respect of LC 36, and awarded a Green 
(no formal action) inspection rating.   

A planned inspection was undertaken to determine if SL’s Package Management and 
Railways (PM&R) was adequately implementing the licensee’s site-wide 
arrangements for compliance with LC 12  (Duly authorised and other suitably qualified 
and experienced persons) and LC 26 (Control and supervision of operations).  PM&R 
provides a number of important roles (e.g. flask maintenance, transportation of 
radioactive materials) that support the safety of Sellafield’s site-wide operating 
facilities, including its high hazard and risk reduction work.  The inspection did not 
identify any significant shortfalls. 

Corporate Inspection Programme 

ONR’s corporate inspection programme for the Sellafield site has two main areas of 
focus: 

 Examining the adequacy of the arrangements that Sellafield Ltd has made to 
comply with its nuclear site licence, securing improvements as necessary; and 

 Overseeing Sellafield Ltd’s leadership and management for safety, including its 
organisational capability and management of organisational change. 

ONR carried out three planned LC compliance inspections during the period covered 
by this report. 

 LC 22 – Modification or experiment on existing plant; 

 LC 9 – Instructions to persons on the site; and  

 LC 16 – Site plans, designs and specifications. 

For the inspections of LC 22 and LC 9, ONR judged that the licensee’s compliance 
arrangements were adequate, and awarded Green (no formal action) inspection 
ratings. 

For the inspection of LC 16, ONR judged there to be a significant shortfall in the 
licensee’s compliance arrangements, and awarded an Amber (seek improvement) 
inspection rating.  This was because several specific requirements of LC 16 were not 
met, but without prejudice to overall nuclear safety objectives.  These requirements 
related to the adequacy of the site plan, the particulars of operations associated with 
buildings and plants on the site which might affect safety, and the prompt issue of site 
plans and schedules to ONR when changes are made.  ONR has raised a regulatory 
issue to track Sellafield Ltd’s progress in addressing these shortfalls. 

ONR also carried out two unplanned inspections during this period, relating to trials 
that Sellafield Ltd is conducting of changes to its arrangements for work delivery.    
These inspections found shortfalls in the licensee’s compliance with LC 26 (Control 
and supervision of operations) and consequently ONR awarded Amber (seek 
improvement) ratings for each inspection.  The shortfalls related to Sellafield Ltd not 
being able to demonstrate that those assigned control and supervision responsibilities 
were suitably qualified and experienced.  ONR has raised regulatory issues to track 
Sellafield Ltd’s progress in addressing the shortfalls. 
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ONR also continued to monitor and support delivery of the improvements identified 
during earlier inspections.  During this period, Sellafield Ltd adequately addressed 
regulatory issues relating to records management arrangements, decommissioning 
strategy and site-wide oversight of implementation of changes to training 
requirements. 

Through other regulatory issues ONR is continuing to seek improvements in Sellafield 
Ltd’s arrangements for operational records management, reliance on legacy training 
and its delivery model for disciplined operations and human factors.  ONR has 
escalated the latter to a Level 2 regulatory issue which Sellafield Ltd is addressing 
through a review and revision of its nuclear safety improvement programme. 

During this period ONR continued to monitor three regulatory issues on improvements 
Sellafield Ltd is making to its management arrangements in line with its revised status 
as an ‘upper tier’ site under the Control of Major Accident Hazard (COMAH) 
Regulations 2015.  Sellafield has adequately addressed two of these regulatory 
issues.  The third will remain open until the Competent Authority (CA), of which ONR 
is a part, has carried out its initial review of the COMAH Safety Report, which was 
submitted at the end of September 2019. 

ONR is continuing to monitor Sellafield Ltd’s progress in addressing three regulatory 
issues relating to leadership and management for safety, specifically: consistency of 
safety leadership; the design and implementation of the licensee’s safety management 
system; and the quality of, and adherence to, working level instructions.  ONR is 
satisfied with Sellafield Ltd’s progress on improving its safety management system 
and working level instructions but has escalated its oversight of the regulatory issue 
relating to safety leadership.  Sellafield Ltd is addressing this as part of the update of 
its nuclear safety improvement programme. 

During this period, ONR has maintained close oversight of Sellafield Ltd’s 
transformation plan, which defines the way Sellafield Ltd will organise its operations in 
line with its strategic objectives.  In particular ONR has been monitoring mobilisation of 
the Programme and Project Partner (PPP) contracts, preparation of the business case 
for the Sellafield Enterprise Management System (SEMS), ‘Leadership and People’ 
improvements, and Sellafield Ltd’s consideration of supply chain opportunities.  ONR 
is satisfied with Sellafield Ltd’s approach in these areas, and provided advice and 
guidance in particular in relation to Sellafield Ltd’s consideration of alternative options 
for training services delivery. 
 
Conventional Health and Safety Interventions 
 
Asbestos management across the Sellafield Ltd site remains a regulatory priority for 
ONR. Sellafield Ltd is developing and implementing an asbestos strategy and action 
plan, to enable a site-wide and prioritised approach to asbestos management.  ONR 
will maintain focus on the implementation of the strategy and action plan to ensure 
timely implementation of the actions and to ensure risks are being effectively 
controlled. 
 
Legionella management across the Sellafield Ltd site has continued to remain a 
regulatory priority for ONR.  ONR continues to have oversight of legionella 
management arrangements to ensure risks are being effectively controlled. 
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Conventional Health and Safety inspectors have provided support and advice in 
relation to the Construction (Design and Management) Regulations 2015 on a number 
of projects including SRP, RAP and the B6 Diffuser.   
 
Periodic Review 
 
Sellafield Ltd’s Periodic Safety Review (PSR) programme remains on schedule. ONR 
is continuing to engage with Sellafield Ltd over identified opportunities for 
improvements within the PSR programme. ONR is continuing to monitor and support 
delivery of improvements identified during earlier PSR inspections. The new 
arrangements are resulting in better attention being applied to those improvements 
which have the greatest impact on nuclear safety. 

During the reporting period, ONR carried out one planned LC 15 (Periodic review) 
compliance inspection of a Store within the SNM Value Stream.  ONR judged that 
compliance was adequate and awarded a Green (no formal action) inspection rating. 

2.2 Other work 
 
Project Delivery sub-division 

The ONR Project Delivery sub-division regulates the programmes, projects and 
activities, associated with the delivery of high hazard and risk reduction on the 
Sellafield site. This includes projects in the legacy ponds, legacy silos, 
decommissioning, high level waste and infrastructure areas of the site. In addition to 
regulating these areas, the sub-division also has a number of improvement themes, 
aimed at encouraging Sellafield Ltd to accelerate risk and hazard reduction, namely: 

 Prioritisation 

 Use of resources  

 Removal of blockers 

 Removal of diversions and distractions 

 Incentivisation  

 Fit for purpose solutions 

 Risk Appetite 

 Communications  

Key points from ONR’s interventions with Sellafield Ltd during this reporting period are 
described below. 
 

Analytical Services  
 

ONR continues to engage with Sellafield Ltd over the need to secure long term 
provision of analytical services for the Sellafield site. This is necessary to support the 
safety of ongoing operations and, specifically, hazard and risk reduction activities 
across the site. The project has recently commenced preliminary design and is 
preparing business case submissions for NDA and Government sanctioning purposes. 
ONR has also continued to engage with Sellafield Ltd to regulate asset care 
improvements and the reduction of legacy waste presently stored within the existing 
Analytical Services facility. ONR has been encouraged that Sellafield Ltd continues to 
make significant progress in the removal of legacy wastes (both aqueous and solvent) 
from this facility.   
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Pile Fuel Storage Pond (PFSP) 
 
ONR’s regulatory focus continues to be on the retrieval, removal and export of 
intermediate level waste and bulk sludge from this pond, and preparation for its interim 
(dewatered) state. 
 
ONR is currently engaging with the licensee and assessing proposals to dewater 2 
bays as a pilot for the interim state. These proposals include the potential to use 
divers within the bays to improve the isolation and removal of items. Even though 
divers have been used successfully on Magnox Ltd. Ponds, ONR is assessing the 
proposal to ensure it is appropriate for PFSP. ONR can only grant permission once a 
success demonstration of safety has been submitted and assessed.   
 
Within this period Sellafield Ltd has continued to make progress in exporting empty 
skips from Pile Fuel Storage Pond. 
 
First Generation Magnox Storage Pond (FGMSP) 
 
The ONR regulatory focus continues to be on the retrieval, removal and export of fuel, 
intermediate level waste, and bulk sludge from the pond. 
 
ONR has continued its level of engagement on the Interim Storage Facility (ISF) and 
Self-Shielded Box (SSB) project, undertaking a number of interventions with the 
assessment team on specific technical subjects, particularly focusing on 
characterisation of the wastes to gain adequate confidence they will remain 
adequately packaged and contained for the full interim storage period. The 
assessments and engagements will continue towards a decision on whether to allow 
the interim storage of zeolite skips in the ISF early in 2020.  
 
Within this period Sellafield Ltd has continued to make progress in retrievals, by 
exporting sludge and skips from First Generation Magnox Storage Pond. 
 

Magnox Swarf Storage Silo (MSSS) 
 
Sellafield Ltd continues to prepare for waste retrievals from Compartment 10 within 
the MSSS. Inactive commissioning of the Silo Emptying Plant (SEP2) is ongoing and 
the required building modifications are nearing completion. Sellafield Ltd’s overall 
timescale has extended again and waste retrieval is unlikely to commence before April 
2020. ONR recognises the complexity of delivering hazard and risk reduction in the 
MSSS and continues to engage with Sellafield Ltd to secure regulatory confidence in 
its delivery plans. 
 
Following a series of plant interventions and assessment of the licensee’s safety 
submission, ONR granted Licence Instrument 524 in August 2019 giving agreement to 
Sellafield Ltd commencing trace active commissioning of the retrieval ventilation 
system. This is the first of three permissioning decisions that are required before 
retrieval of Miscellaneous Beta Gamma Waste from Compartment 10 can commence.  
 
ONR expects that Sellafield Ltd will submit its safety case shortly to transfer Silo 
Emptying Plant №2 (SEP2) onto C10 and commence its trace active commissioning. 
SL will require ONR’s agreement before it can be implemented and this will constitute 
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the second permissioning decision. This permission decision is dependent on the 
successful completion of retrieval ventilation system active commissioning. 
 
Following assessment of the Sellafield Ltd’s safety submission, ONR released the 
hold point to grant permission to bring a second electric overhead travelling crane into 
operation. The second crane will increase lifting capability in MSSS that will be 
required for full waste retrieval operations. 
 

Waste Retrievals  
 
Sellafield Ltd is progressing a number of new build and existing facility modification 
activities that will directly support waste retrievals from the legacy silos, (Magnox 
Swarf Storage Silo (MSSS) and Pile Fuel Cladding Silo (PFCS)).  ONR has engaged 
with Sellafield Ltd to gain regulatory confidence that these facilities can be delivered in 
time to meet the overall programme for timely, safe waste retrievals from these legacy 
silos. In particular, ONR has focussed on the Box Encapsulation Plant (BEP), Box 
Encapsulation Plant Product Store / Direct Import Facility (BEPPS/DIF), Waste 
Transfer Route (WTR), Silo Maintenance Facility (SMF), and other key waste retrieval 
and storage enablers. ONR’s regulatory focus will continue in this area to ensure we 
have the necessary regulatory confidence in these aspects of Sellafield Ltd’s hazard 
and risk reduction programmes.  
 
Pile Fuel Cladding Silo  
 

ONR has attended a number of visits to PFCS at Sellafield and to the silo retrievals 
test and training facilities at Rosyth. These visits have been to see the plant and 
equipment that will be used for waste retrievals, to meet the personnel and witness 
their testing and training activities. These visits have enabled ONR to build confidence 
that Sellafield Ltd will be able to make a suitable safety case to support the start of 
waste retrievals from PFCS Compartment 5. 
 
ONR understands that Sellafield Ltd will be making an application for permission to 
undertake the start of retrievals in the coming months. Initially, retrieval work will be 
limited due to the delay in the availability of the Box Encapsulation Plant Product Store 
(BEPPS), which is being built to house the waste removed from PFCS and the 
Magnox Swarf Storage Silo (MSSS). To start with, Sellafield Ltd will be therefore 
looking to actively commission the retrievals route and to fill one or two waste 
containers with some of the less hazardous waste. Further retrieval work will require 
the completion of BEPPS (expected in 2020) or the availability of an alternative waste 
store – options for which are currently being investigated by Sellafield Ltd.  
 
ONR has received the safety case from Sellafield Ltd to support changes to the limits 
and conditions associated with the oxygen levels permitted within the silo. At the time 
of writing, ONR is completing the assessment.  
 

Special Nuclear Material Projects  
 

Through ONR’s three Level 1 regulatory issues (i.e. ONR’s highest level of issue) we 
continue to engage and influence the delivery of hazard and risk reduction activities 
regarding the Special Nuclear Material (SNM) facilities. Specifically, this includes 
asset care improvements on the First Generation Finishing Line (FGFL) facility and 
the delivery of capabilities to allow continued safe and secure storage of SNM. 
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With respect to FGFL asset improvement, Sellafield Ltd continues to make satisfactory 
progress on the civil, electrical and containment upgrade tasks having recently 
completed the required structural improvements to external building envelopes within 
the SNM (North) facilities. Sellafield Ltd also continues to decommission the legacy 
Finishing Line 3 within the FGFL and decrease the risk posed by this legacy area.  
 

As part of the Sellafield Ltd Package Integrity Recovery Programme (PIRP) ONR has  
granted permission for Sellafield to commence the operation of the Finishing Line 4 
repack glovebox facility for the over-packing of packages within the SNM (North) 
complex and has granted Licence Instrument 522 Agreeing to Sellafield Ltd's request 
to commence this activity.  
 
ONR continues to engage and influence Sellafield Ltd to implement the capabilities 
required for the safe longer term storage of SNM inventory that has been consolidated 
from Dounreay to Sellafield. 
 
Decommissioning Projects  
 
In September 2019, SL provided evidence that it had completed the planned 
demolition of the First Generation Reprocessing Plant stack to achieve the associated 
Key Decommissioning Milestone (KDM).  The stack demolition was completed safely 
and ahead of programme. 
 
In May 2019, Sellafield Ltd notified ONR that it intended to revise the KDM date 
associated with completion of Pile 1 diffuser demolition.  SL provided evidence to 
support delaying the date for achieving the KDM by three years.  The main arguments 
presented being that demolition commenced later than originally planned and the 
revised date took into account relevant operating experience from initial demolition 
activities on the diffuser and from elsewhere on site.  ONR inspectors continue to 
monitor closely demolition activities, in part to inform permissioning activities. In June 
2019 ONR concluded that Sellafield Ltd’s KDM date revision was reasonable and 
sufficiently justified. 
 
Sellafield Ltd’s high hazard and risk reduction strategy for demolition of a legacy low 
active effluent treatment plant involves transferring residual flocculent waste for 
processing in other facilities on site.  ONR inspectors continue to monitor Sellafield 
Ltd’s flocculent removal programme. 
 
Sellafield Ltd continues to develop methods to improve how it decommissions 
redundant structures and components.  In particular Sellafield Ltd is investigating 
using lasers mounted on remotely controlled robotic arms to size-reduce intermediate 
level waste (ILW) redundant fuel storage pond skips and alpha-contaminated 
redundant gloveboxes.  Sellafield Ltd considers that the methods will significantly 
reduce radiological and conventional safety risks to workers associated with manually 
size-reducing (i.e. cutting up) redundant structures and components.  ONR inspectors 
are closely monitoring these developments.  ONR will consider whether introducing 
regulatory hold points are appropriate when Sellafield Ltd has produced safety cases 
justifying the activities. 
 
SIXEP Continuity Plant Project 

Sellafield Ltd is proposing to replace part of the functionality of the existing SIXEP 
facility with a new plant, SIXEP Continuity Plant (SCP).  ONR has introduced a 
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regulatory hold point requiring Sellafield Ltd to obtain ONR’s Agreement for 
commencing concrete pour of the SCP base slab.  ONR inspectors are assessing 
Sellafield Ltd’s safety case as part of the permissioning activities.  

 
3  NON-ROUTINE MATTERS 

Special Nuclear Materials 

During the period of this report, SNM notified ONR of a latent incident relating to 
Thermal Oxide Reprocessing Plant (THORP) Special Nuclear Materials (SNM) 
Product Package Welds.  Sellafield Limited identified that there were deficiencies in 
the quality assurance process associated with the welding of the SNM package outer 
can. As a result, there is a possibility that the cans, which are stored at the Sellafield 
site, could fail at a lower pressure than substantiated within the safety case. Sellafield 
Ltd has investigated the causes of the matter, made improvements to ongoing 
package welding activities, and made short-term improvements to the management of 
can storage. It has been confirmed that the incident will be rated at level 1 i.e. an 
‘anomaly’ on the International Atomic Energy Authority (IAEA) International Nuclear 
and Radiological Event Scale (INES). ONR raised a regulatory issue to ensure the 
matter is adequately captured and addressed and has undertaken some interventions 
to gain confidence in the adequacy of the SNM response to the matter. ONR judged 
that, due to the historical nature of the matter and SL’s current response, it would be 
disproportionate to consider formal enforcement action. In the Winter of 2019, 
Sellafield Ltd will complete a modification to the safety case that will revise the 
performance claims and safety assessment for the storage of the packages. ONR has 
decided that it is appropriate to permission the adoption of the modification to the 
safety case (using a derived power licence instrument). 

During this period ONR also conducted preliminary enquiries into non-routine and 
minor events reported by Sellafield Ltd in the SNM value stream. None of these were 
judged to warrant formal investigation by ONR. 

THORP AND OFSG 
 
There were no events of significance during the period at THORP. One incident at 
OFSG did not meet ONR’s formal investigation criteria, but remains subject to the 
completion of an enforcement decision record. 

Decommissioning (Retrievals) 

ONR conducted preliminary enquiries on several minor events reported by Sellafield 
Ltd in Retrievals.  None of the events warranted further investigation or resulted in any 
specific ONR regulatory issues. Follow up will be undertaken as part of routine ONR 
business, as necessary. 

A number of level 3 and 4 regulatory issues have been successfully closed by 
Sellafield Ltd during this period, reducing the number of open issues, with only two 
Level 3 issues remaining open. 
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Decommissioning (Remediation) 

ONR conducted preliminary enquiries on several minor events reported by Sellafield 
Ltd in Remediation.  None of the events met ONR’s formal investigation criteria. 
However, one event resulted in a Level 2 regulatory issue being raised. Follow up of 
improvements identified by Sellafield Ltd as a result of internal investigations will be 
undertaken as part of routine ONR business, as necessary.  

Regarding the Level 2 issue, this related to a risk of loss of containment in the storage 
of some radioactive material within Remediation.  Sellafield Ltd is progressing 
improvements to address the shortfalls. 

A number of Level 3 and 4 regulatory issues have been successfully closed during this 
period, reducing the total number of open issues, with only two Level 3 issues 
remaining open. 

Waste & Effluent, Disposition Directorate 
 

HLWP – Implementation of Revised Shield Door Safety Case 
 
As noted in the ONR permissioning activities, HLWP has carried out modifications to 
the plant to fit electromechanical locking systems to the shield doors, thereby 
separating the hydraulic system for moving the doors from the system locking the 
doors. Sellafield Ltd produced a new safety case for the shield doors operations which 
incorporates the new locking systems. ONR agreement was given to the HLWP to 
implement a revised shield door safety case that incorporates the new locking 
mechanisms. 

Waste Vitrification Plant Incident 

During this period, ONR conducted preliminary enquiries on several events reported 
by Sellafield Ltd relating to operational waste facilities.  All of these events did not 
meet the ONR formal investigation criteria and therefore further investigations were 
not warranted. 

In addition, one ongoing investigation was concluded. The investigation related to an 
event which occurred in the Waste Vitrification Plant (WVP) within the High Level 
Waste Plants on 7 February 2019.  This event involved a vitrified waste container 
being decontaminated with a water spray without the container lid being welded shut.  
Sellafield Ltd immediately ceased operations and started an internal investigation.  
There was no release of radioactivity and no individuals were harmed.  

ONR promptly issued an Enforcement Letter under LC 10 (Training) LC 24 (Operating 
instructions and LC26 (Control and supervision of operations) requiring Sellafield Ltd 
to make improvements in these areas prior to re-commencing the vitrification process 
within WVP. Sellafield Ltd subsequently responded to the Enforcement Letter detailing 
the improvements being undertaken to address the concerns raised by ONR.  ONR 
considered these improvements sufficient to allow the vitrification process to re-
commence. 

The ONR investigation concluded that the potential risk gap was not extreme and 
there was no credible mechanism for the release of radioactive material from this 
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event and therefore, in line with the ONR enforcement policy, consideration of 
prosecution was not deemed appropriate.  Notwithstanding this, sufficient evidence 
had been obtained to identify the direct and root causes and subsequent action that 
needed to be taken to prevent a recurrence and to secure compliance with the law.  
This resulted in ONR issuing an Improvement Notice (ONR-IN-19-01) seeking 
improvements in LC 10 (Training), LC 12 (Duly authorised and other suitably qualified 
and experienced persons) and LC 24 (Operating instructions) by the 31 January 2020. 
 
Site Infrastructure 
 

An electrical event occurred in May where a short circuit in an 11kV substation caused 
a power dip which affected a number of facilities.  Following this event, ONR carried 
out a visit to determine if a further investigation was required.  On the evidence found 
during this visit, ONR determined that there had been no significant gap in compliance 
with legal requirements and that Sellafield Ltd is managing its 11kV system in 
accordance with the relevant good practice.  Learning from previous events had been 
applied in a timely manner and was instrumental in minimising the severity and impact 
of this incident.  Since the incident Sellafield Ltd has introduced further access 
controls for High Voltage (HV) substations which were judged to be appropriate and 
proportionate.  No further investigation was undertaken. 
 
Conventional Health and Safety 
 

Sellafield Ltd moved from a Lower Tier to an Upper Tier COMAH establishment, due 
to a change in hazard classification of nitric acid, in September 2017.  In accordance 
with the COMAH Regulations 2015, Sellafield Ltd sent the Safety Report to ONR on 
30 September 2019.  The COMAH Competent Authority (which is jointly ONR and the 
Environment Agency) is conducting an assessment of the report. 
 
An investigation following a nitric acid leak at the Inactive Tank Farm (ITF), after a 
continuous feed nitric acid line failed, is complete.  ONR considered the completed 
investigation findings in line with its enforcement policy and a Level 3 regulatory issue 
was raised which requires Sellafield Ltd to produce a programme to prevent a re-
occurrence. 
 
A Level 3 issue which was raised at THORP following a nitric acid release in June 
2018 was closed after the identified actions had been suitably addressed. 

Permissioning Activity 

ONR’s permissioning process continues to monitor Sellafield Ltd’s planned 
submissions in accordance with its Hold Point Control Plan, which forms part of its 
arrangements under LC 22.  This process ensures ONR has regulatory oversight and 
control over licensee activities with potential for highest risk.  Within this reporting 
period, ONR has released four hold points on modifications to various plants on 
Sellafield site. These include: 

 WVP Line 3 implementation of revised HAZAN (covering revised shield doors 
safety case) 

 AHF refurbishment of red extract fans, motors & control equipment 

 Analytical services – nuclear safety case rationalisation & implementation  

 Site emergency arrangements operator emergency plan v18 
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Of the above, the AHF refurbishment of red extract system is the most significant 
safety improvement project. It replaces the aging and degrading red extract ventilation 
system in AHF with a modern and more reliable one, which provides the basis for the 
safe operations in AHF in the long term, safeguarding the PIE programme for the civil 
and defence nuclear industry in the UK. 

The site emergency arrangement (i.e. the On-Site Emergency Plan (OSP)) has been 
updated to incorporate the new tactical emergency resources, new/amended 
emergency management organisation roles and the aggregated changes applicable to 
the LC 11 emergency arrangement since OSP v.17. It also sets out a strategy to 
accommodate future compliance with additional COMAH regulations since 
transitioning to a an Upper Tier site, future use of the Main Site Command Facility 
(MSCF) as the Site Emergency Control Centre (SECC) and future use of an Off-Site 
Command Facility (OSCF). 
 
 
4  REGULATORY ACTIVITIES 

Licence Instruments and Enforcement Notices Issued by ONR during this period 
 

 Date Type Ref No Description 

22/07/2019 Agreement 522 Agreement to commence the 
operation of the Finishing Line 4 
repack glovebox facility for the over-
packing of packages within SNM 
(North) 

15/08/2019 Agreement 524 Agreement to Active Commissioning 
of the Compartment 10 MBGW 
Retrieval Scheme using SEP 2 

11/04//2019 Improvement 
Notice 

ONR-IN-19-01 Sellafield Ltd – Nuclear Site Licence 
103, Site Licence Conditions 10, 12, 
24 and 26 

 
 
Reports detailing the above regulatory decisions may be found on the ONR website at 
http://www.onr.org.uk/pars/. 
 
 
 

  

http://www.onr.org.uk/pars/


Page 20 of 23 
 

 
 

  

5  NEWS FROM ONR 

For the latest news and updates from ONR visit the website and sign up for our 
ebulletin (http://www.onr.org.uk/ebulletin/index.htm). 
 
Enforcement Action 
 
A summary of enforcement action is provided below. Further detail is available on our 
website. 
 

 ONR notified Devonport Royal Dockyard (DRDL) of its intention to prosecute 
following an incident involving a crane that occurred in September 2018.  
Proceedings are scheduled to commence at Plymouth Magistrates’ Court on 23 
July 2019. 

 Improvement notice issued to Sellafield Ltd in April 2019 following an incident in 
the Waste Vitrification Plant in February 2019 where a container was not 
welded shut. 

 On 19 July we served Improvement Notices on the Atomic Weapons 
Establishment (AWE) relating to the way the company undertakes risk 
assessments for organisational change which may affect safety. 

 Following a court hearing on July 23, 2019 at Plymouth Magistrates’ Court, 
Devonport Royal Dockyard Ltd (DRDL) was fined £666,667 and ordered to pay 
costs of £27,611.82. It follows an incident in September 2018 involving a crane 
at the Devonport 9 Dock facility. During a lifting operation to disassemble a 
stack of test weights, the weights became detached and fell towards a worker, 
narrowly missing him. This was a conventional health and safety incident and 
there was no nuclear or radiological risk to workers or the public 

 On 20 August 2019 we provided EDF Energy Nuclear Generation Ltd with 
permission for Reactor 4 at Hunterston B to return to service for the next period 
of operation. Permission is for up to 16.025 terawatt days, which is 
approximately four months operation. 

 Recognising the good progress made so far, on 16 September 2019 we agreed 
to extend two Improvement Notices issued to EDF Energy Nuclear Generation 
Ltd (EDF) from the original compliance date of 16 September 2019 to 16 
December 2019. The notices were served in January 2019 following an incident 
at Heysham 1 power station. We have been closely monitoring the work to 
comply with both notices and will continue to do so to ensure full compliance. 

 
Regulatory Updates 
 

 In April we announced the appointment of two NGOs to the Chief Nuclear 
Inspector’s Independent Advisory Panel (IAP) to increase diversity of views and 
strengthen our openness and transparency. We introduced the Chief Nuclear 
Inspector’s IAP in 2016 to provide us with independent advice on nuclear 
matters. 

 We have revised our Licencing Nuclear Installations guidance. The revised 
guidance replaces the 4th edition, published in January 2015.The key changes 
to the guidance have been made to reflect legal changes as a result of the 
introduction of new legislation and to include reference to updated processes 
and procedures. 

 Together with the Health and Safety Executive (HSE) we have published a new 
Approved Code of Practice (ACOP) and guidance to assist dutyholder 

http://www.onr.org.uk/ebulletin/index.htm
http://www.onr.org.uk/index.htm
http://www.onr.org.uk/index.htm
http://news.onr.org.uk/2019/07/regulator-requires-improvements-at-awe/
http://news.onr.org.uk/2019/07/regulator-requires-improvements-at-awe/
http://news.onr.org.uk/2019/07/devonport-royal-dockyard-ltd-pleads-guilty-to-health-and-safety-breach/
http://news.onr.org.uk/2019/08/hunterston-b-reactor-4/
http://news.onr.org.uk/2019/08/hunterston-b-reactor-4/
http://news.onr.org.uk/2019/09/heysham-1-improvement-notices-extended/
http://news.onr.org.uk/2019/09/heysham-1-improvement-notices-extended/
http://www.onr.org.uk/licensing-nuclear-installations.pdf?
http://www.onr.org.uk/documents/2019/reppir-19-acop-and-guidance.pdf
http://www.onr.org.uk/documents/2019/reppir-19-acop-and-guidance.pdf
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compliance with the new Radiation (Emergency Preparedness and Public 
Information) Regulations 2019 (REPPIR). 

 
Stakeholder Engagement 
 

 In May we published our strategic framework for international engagement, 
setting out the priority objectives and criteria for international engagement up to 
2025. The framework is available on our website. 

 We launched two public consultations in April and June, both relating to the 
Euratom Basic Safety Standards Directive 2013. The first is a HSE consultation 
being managed by ONR on a new Approved Code of Practice that will assist 
dutyholder compliance with the new Radiation (Emergency Preparedness and 
Public Information) Regulations 2019 (REPPIR). The consultation closed on 5 
June but was extended for local authorities until 27 June as some of the 
consultation took place during the pre-election period for Local Government. A 
final version of the ACOP will be published in autumn 2019. The second is on 
updated guidance to support the amendments to the Carriage of Dangerous 
Goods and use of Transportable Pressure Equipment Regulations (CDG). This 
remains open until 19 July 2019. A final version of the guidance will be 
published in late summer 2019. 

 On 15 and 16 May we hosted the 23rd meeting of the Heads of European 
Radiological protection Competent Authorities (HERCA) in Liverpool. The 
meeting brought together the heads of radiological protection competent 
authorities from 22 European countries and involved over 50 experts from 
across Europe. HERCA is a voluntary association where the members work 
together to identify common issues and propose practical solutions to ensure 
the highest levels of radiation protection in Europe.  

 On 23 May our Chief Nuclear Inspector, Mark Foy, led a webinar, focusing on 
the work we do to regulate the industry in how it manages the risks arising from 
external hazards. Over 25 external stakeholders including NGOs joined the 
webinar.  

 We held our annual Industry Conference on 5 June 2019 focusing on the theme 
of ‘Open for Innovation’. More than 100 senior representatives from industry, 
government, other regulators, academics and research bodies attended with 
speakers including Joanna Whittington, Director General, Energy and Security 
at BEIS and Rumina Velshi, President of the Canadian Nuclear Safety 
Commission. 

 On the week commencing 23 September, we attended an OECD Nuclear 
Energy Agency Workshop on Stakeholder Involvement: Risk Communication, 
as part of a UK contingent which included other regulators, government bodies, 
supply chain representatives and attendees from nuclear interest and pressure 
groups. The workshop explored how best to communicate radiation risk and 
how to ensure stakeholder involvement and participation. Further details about 
this event can be found here:  
https://www.oecd-nea.org/civil/workshops/2019/stakeholder/ 

 On the week commencing 16 September we attended the 63rd International 
Atomic Energy Agency (IAEA) General Conference in Vienna. The annual 
General Conference is an opportunity for all IAEA Member States to jointly 
consider matters related to the IAEA’s ongoing work, budget and priorities. This 
year, over 3000 participants attended, including delegates from 152 of the 
IAEA’s 171 Member States. 

 

http://news.onr.org.uk/2019/05/strategic-framework-for-international-engagement-published/
http://news.onr.org.uk/2019/04/launch-of-acop-consultation/
http://news.onr.org.uk/2019/06/launch-of-cdg-guidance-consultation/
http://www.onr.org.uk/webinars/index.htm
http://news.onr.org.uk/2019/06/onr-open-for-innovation/
https://www.oecd-nea.org/civil/workshops/2019/stakeholder/
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Corporate News 
 

 Mark McAllister joined ONR on 1 April, succeeding Nick Baldwin CBE as our 
new Chair. As Chair Mark will be responsible for ensuring that we deliver our 
mission to provide efficient and effective regulation of the nuclear industry on 
behalf of the public.  

 In April, we published our Corporate Plan for 2019/20, setting out our priorities 
and objectives for 2019/20. Maintaining the delivery of core regulatory functions 
and holding industry to account on behalf of the public remain at the heart of 
everything we do. 

 We have been praised by the Nuclear Skills Strategy Group (NSSG), a   
government organisation, for ensuring we have the right capability and capacity 
to meet our regulatory demands. They removed the regulatory capacity risk 
placed on us in 2016 as recognition of our ongoing commitment to developing 
our staff and expanding our recruitment pipelines.  

 We published our Annual Report and Accounts on 20 June highlighting our 
performance and key achievements in 2018/2019. We have continued to 
deliver our prime purpose of public safety, ensuring that dutyholders met the 
required standards of safety and security that society expects. We completed 
more than 750 inspections across 37 licensed sites, granting permission for 30 
nuclear-related activities, serving nine improvement notices and instigating four 
prosecutions. 

 The Department for Work and Pensions is looking to appoint two non-
executive directors to ONR’s Board. More details on the roles and how to apply 
can be found on the HM Government Public Appointments website. 

 On 10 July we published our gender pay report for 2018/19. We are committed 
to improving diversity by promoting and maintaining an inclusive working 
environment and are pleased to report positive shifts in the gender pay gap 
indicators, where our mean gap of 27% has reduced by 8.2% since our second 
report in 2017/18. 

All our latest news is available on our website www.onr.org.uk. 

 
6.  CONTACTS 

Office for Nuclear Regulation 
Redgrave Court 
Merton Road 
Bootle 
Merseyside 
L20 7HS 
Website: www.onr.org.uk 
Email:  contact@onr.gov.uk 
 
 
This document is issued by the Office for Nuclear Regulation (ONR). For further 
information about ONR, or to report inconsistencies or inaccuracies in this publication 
please visit http://www.onr.org.uk/feedback.htm.  
 
 
 

http://news.onr.org.uk/2019/04/corporate-plan-published/
http://news.onr.org.uk/2019/06/onr-annual-report-and-accounts-published/
https://www.gov.uk/government/organisations/department-for-work-pensions
http://www.onr.org.uk/onr-board.htm
http://www.onr.org.uk/documents/2019/onr-gender-pay-report-2019.pdf
http://www.onr.org.uk/
http://www.onr.org.uk/
mailto:contact@onr.gov.uk
http://www.onr.org.uk/feedback.htm
https://www.gov.uk/government/organisations/department-for-work-pensions
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