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Foreword 
 
This report is issued as part of ONR's commitment to make information about 
inspection and other regulatory activities relating to the Sellafield site available to the 
public.  Reports are distributed every six months to members for the West Cumbria 
Sites Stakeholder Group and are also available on the ONR website 
(http://www.onr.org.uk/llc/). 
 
Site inspectors from ONR usually attend West Cumbria Sites Stakeholder Group 
Scrutiny Meetings and will respond to any questions raised there.  Any person wishing 
to inquire about matters covered by this report should contact:   contact@onr.gov.uk 
 
 
 
 
 

http://www.onr.org.uk/llc/
mailto:contact@onr.gov.uk
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1 INSPECTIONS 

1.1 Dates of inspection 
 
ONR nuclear safety inspectors made inspections on the following dates during this 
quarter: 
 

Period - 
01 October 2018 - 29 
March 2019 

October 
2018 

November 
2018 

December 
2018 

January 
2019 

February 
2019 

March 
2019 

Special Nuclear 
Materials 

02-03 
 

07 & 15 
 

05  
 

 26,27,28 
 

07 
 

THORP 
 

09-10 07-08  15 05-06 12-13 

*Decommissioning 
(Remediation & 
Retrievals) 
*Decommissioning 
*Pile Fuel Storage 
 Pond 

02-03 
 
 
09-11 
 
 

06-07 
 
 
05-08 
19 
 

04-05 
 
 
04-06 
 
 

08-09 
 
 
31 
 

05-06 
 
 
01 
 

26 
 
 
 

Magnox OU 
 

9 13 
15-16 
 

4 15 5-6 19 

Operational Waste 
Facilities 

4 
 

1 
13-15 
 

5-6 
11 
 

15-17 
 

12-14 
27-28 
 

5-7 
13-14 
 

Infrastructure 
 

8,16-17 
 

20 
 

 22-23 
 

12 
 

12 
 

Corporate 
 

 30 Oct – 1 
Nov 

 15-16   

Periodic Review of 
Safety 

  11-13 
 

  5-7 
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2 ROUTINE MATTERS 

2.1 Inspections 
 
Inspections are undertaken as part of the process for monitoring compliance with:  
 

 The conditions attached by ONR to nuclear site licences granted under 
the Nuclear Installations Act 1965 (NIA65) (as amended);  

 The Energy Act 2013; 
 The Health and Safety at Work etc. Act 1974 (HSWA74); and  
 Regulations made under HSWA74, for example the Ionising Radiations 

Regulations 2017 (IRR17) and the Management of Health and Safety at 
Work Regulations 1999 (MHSWR99).  

Inspections entail monitoring the licensee’s actions in relation to incidents, operations, 
maintenance, projects, modifications, safety case changes and any other matters that 
may affect safety on the site. The licensee, Sellafield Ltd, is required to make and 
implement adequate arrangements under the conditions attached to the licence in 
order to ensure legal compliance. Inspections seek to judge both the adequacy of 
these arrangements and their implementation. 

In general, ONR judged the arrangements made and implemented by the site in 
response to safety requirements to be adequate in the areas inspected.  However, 
where improvements were considered necessary, the licensee made satisfactory 
commitments to address the issues, and our inspectors will monitor progress during 
future visits. Where necessary, ONR will take formal regulatory enforcement action to 
ensure that appropriate remedial measures are implemented to reasonably practicable 
timescales. 

In this period, routine inspections at Sellafield Ltd covered the following: 

Sellafield Compliance, Intelligence and Enforcement (SCIE) sub-division.  
 
The SCIE sub-division’s objective is to seek evidence-based confidence that Sellafield 
Ltd is complying with its statutory obligations and that workers and the public are 
protected from the hazards of the site.   
 
Special Nuclear Materials 

During this period within the Special Nuclear Materials Operating Unit (SNM OU), 
ONR carried out three planned Licence Condition Compliance Inspections within the 
wider OU and one System Based Inspection (SBI) within the Special Nuclear 
Materials (South) facility.  
 

 LC10 - Training, 

 LC17 - Management Systems  

 LC11 - Emergency arrangements 

 SBI -  Finishing Line 6 Cabinet Extract System - SNM (South) 

For the planned LC compliance inspections, ONR judged that licensee compliance 
with LC10; Training, LC17; Management Systems and LC11; Emergency 
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arrangements were adequate, and awarded Green (no formal action) inspection 
ratings. 

For the SBI of the Finishing Line 6 (FL 6) Cabinet Extract System in the Special 
Nuclear Materials (South) Facilities, the LCs inspected were the standard set for SBIs: 
LC10; Training, LC23; Operating rules, LC24; Operating instructions, LC27; Safety 
mechanisms, devices and circuits, LC 28; Examination, inspection, maintenance and 
testing, and LC34; Leakage and escape of radioactive material and radioactive waste. 

ONR judged compliance with all of the six standard licence conditions to be met and 
rated as Green (no formal action).  ONR’s overall judgement was that the FL 6 cabinet 
extract system adequately fulfils the requirements of the safety case. 

THORP 

During this period, ONR undertook four planned Licence Condition Compliance 
Inspections, two planned System Based Inspections, and one planned Ionising 
Radiations Regulations 2017 compliance inspection within the THORP and the Oxide 
Fuel Storage Group (OFSG). 

 LC 12 - Duly authorised and other suitably qualified and experienced persons,  

 LC 26 - Control and supervision of operations,  

 LC 32 - Accumulation of radioactive waste,  

 LC 35 – Decommissioning 

 SBI of the THORP ventilation system 

 SBI of the THORP Receipt and Storage Ponds (OFSG) 

For the planned Licence Condition Compliance inspections ONR judged that licensee 
compliance with LC 12; Duly authorised and other suitably qualified and experienced 
persons, LC 26; Control and supervision of operations, LC 32; Accumulation of 
radioactive waste, and LC 35 Decommissioning, were all adequate and awarded 
Green (no formal action) inspection ratings.  

For the planned Ionising Radiations Regulations 2017 compliance inspection ONR 
judged that licensee compliance was adequate and awarded a Green (no formal 
action) inspection rating.  

The first SBI was targeted at the THORP ventilation system operated by THORP. The 
SBI considered compliance against a standard set of LCs for SBIs: LC10; Training, 
LC23; Operating rules, LC24; Operating instructions, LC27; Safety mechanisms, 
devices and circuits, LC 28; Examination, inspection, maintenance and testing, and 
LC34; Leakage and escape of radioactive material and radioactive waste.  

ONR judged compliance with all of the six standard licence conditions to be met and 
rated as Green (no formal action).  ONR’s overall judgement was that the ventilation 
system adequately fulfils the requirements of the safety case. 

The second SBI was targeted at the THORP Receipt and Storage Ponds which are 
operated by OFSG. The inspection sampled the fuel handling equipment and 
associated safety measures. The SBI considered compliance against a standard set 
of LCs for SBIs: LC10; Training, LC23; Operating rules, LC24; Operating instructions, 
LC27; Safety mechanisms, devices and circuits, LC 28; Examination, inspection, 
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maintenance and testing, and LC34; Leakage and escape of radioactive material and 
radioactive waste.  

For LC 24; Operating instructions, ONR judged that there was a significant shortfall 
against relevant good practice with regard to the licensee’s use of written instructions. 
It is not normal practice in an area of the facility for the operator to have a copy of the 
Continuous Use Quality Plan to hand. The approach is not compliant with SL’s 
corporate arrangements for use of written procedures and has the potential to create 
an error trap since it relies upon the memory of the operator to complete certain tasks. 
ONR was content that there was not an immediate safety issue as the operator and 
two facility Duly Authorised Persons (DAPs) questioned had an adequate knowledge 
of the limits and conditions and hold point steps. As an immediate response OFSG 
have provided an adequate short-term solution to the shortfall in advance of devising a 
long-term solution.   

ONR judged compliance with five of the six standard licence conditions to be met. 
Hence those LCs were all rated as Green (no formal action). LC 24 was judged to be 
below standard and was rated Amber (seek improvement) with an associated 
regulatory issue raised to address the identified shortfalls. 

ONR’s overall judgement was that the Receipt and Storage Ponds system adequately 
fulfils the requirements of the safety case. 

Decommissioning 

During this period, ONR undertook eight planned Licence Condition Compliance 
Inspections and one SBI within the Decommissioning (Remediation & Retrievals) 
value streams. 

 LC 22 - Modification or experiment on existing plant, 

 LC 26 - Control and Supervision of Operations,  

 LC 4 -  Restrictions on nuclear matter on the site,  

 LC 32 - Accumulation of radioactive waste,  

 LC 6 -  Documents, records, authorities and certificates,  

 LC9 -  Instructions to persons on the site, 

 LC 15 - Periodic Review, 

 LC 36 - Organisational capability, 

 SBI of the Pile Fuel Cladding Silo (PFCS) ventilation system (including argon 
supply). 
 

The LC 22 planned inspection was carried out within the Sellafield Remediation 
Directorate and more specifically focussed on the Pile 1 complex.  Here the facility’s 
application of the Sellafield Ltd arrangements met our expectations and a Green (no 
formal action) inspection rating was awarded. ONR did identify some areas for minor 
improvements and has raised a regulatory issue to track the delivery of Sellafield Ltd’s 
improvements. 

The LC 26 planned unannounced inspection was carried out within the Sellafield 
Decommissioning Directorate and more specifically focussed on the Magnox Swarf 
Storage Silo.  Here the facility’s application of the Sellafield Ltd arrangements met our 
expectations and a Green (no formal action) inspection rating was awarded.  
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The LC 4 planned inspection was carried out within the Sellafield Decommissioning 
Directorate and more specifically focussed on the Magnox Swarf Storage Silo.  Here 
the facility’s application of the Sellafield Ltd arrangements met our expectations and a 
Green (no formal action) inspection rating was awarded.  

The LC 32 planned inspection was carried out within the Sellafield Decommissioning 
Directorate and more specifically focussed on the Magnox Swarf Storage Silo.  Here 
the facility’s application of the Sellafield Ltd arrangements met our expectations and a 
Green (no formal action) inspection rating was awarded. ONR has identified where 
some minor improvements could be made by Sellafield Ltd and has raised two 
regulatory issues to track the delivery of these improvements.  

The LC 6 planned inspection was carried out within the Sellafield Remediation value 
stream and more specifically focussed on the demolition works for the Pile 1 blower 
house. ONR determined that application of the Sellafield Ltd arrangements did not 
meet expected standards and ONR is seeking improvements. ONR has raised a 
regulatory issue to track the delivery of Sellafield Ltd’s action plans to address these 
identified shortfalls. 

The LC 9 planned inspection was carried out within the Sellafield Remediation value 
stream and more specifically focussed on the demolition works for the Pile 1 blower 
house.  Here the facility’s application of the Sellafield Ltd arrangements met our 
expectations and a Green (no formal action) inspection rating was awarded.  

The LC 15 planned inspection was carried out across the Sellafield Remediation value 
stream.  Here the facility’s application of the Sellafield Ltd arrangements met our 
expectations and a Green (no formal action) inspection rating was awarded. Some 
minor improvements were identified and ONR has raised a regulatory issue to track 
the delivery of Sellafield Ltd’s improvements.  

The LC 36 planned inspection was carried out across the Sellafield Retrievals value 
stream.  Here the facility’s application of the Sellafield Ltd arrangements met our 
expectations and a Green (no formal action) inspection rating was awarded. ONR 
nevertheless identified some minor improvements and has raised a regulatory issue to 
track the delivery of Sellafield Ltd’s improvements. 

During this period ONR conducted a System Based Inspection (SBI) of the Pile Fuel 
Cladding Silo (PFCS) ventilation system (including argon supply). The PFCS 
ventilation SBI considered compliance against a standard set of LCs for SBIs: LC10; 
Training, LC23; Operating rules, LC24; Operating instructions, LC27; Safety 
mechanisms, devices and circuits, LC 28; Examination, inspection, maintenance and 
testing, and LC34; Leakage and escape of radioactive material and radioactive waste.  

For LC 23; operating rules, ONR determined that application of the Sellafield Ltd 
arrangements did not meet expected standards and ONR identified that improvements 
were needed. ONR has raised a regulatory issue to track the delivery of Sellafield 
Ltd’s action plans to address the identified shortfalls. In addition, ONR identified some 
other minor improvements and raised two additional regulatory issues to track the 
delivery of Sellafield Ltd’s improvements. 

Whilst minor opportunities for improvements were identified during the SBI, ONR 
judged compliance with five of the standard licence conditions to be met rated as 
Green (no formal action).  LC 23 was judged to be below standard and was rated 
Amber with an associated regulatory issue raised to address shortfalls. 
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ONR’s overall judgement was that the ventilation system adequately fulfils the 
requirements of the safety case. 

During this period ONR also attended regular quarterly meetings to review Sellafield 
Ltd’s environmental, safety, health and quality performance. ONR considers that these 
meetings have provided a good forum for monitoring the performance of the 
decommissioning organisation and to discuss and agree actions to address any 
adverse trends in safety. 

Magnox Operating Unit 

During this period, ONR undertook six planned Licence Condition Compliance 
Inspections, one planned System Based Inspections and one LC28 inspection related 
to restart of the Magnox Reprocessing Facility following planned period outage.  

 LC 7 - Incidents on the site. 

 LC11 - Emergency arrangements. 
 LC 12 - Duly authorised and other suitably qualified and experienced persons. 

 LC 22 - Modification or experiment on existing plant. 

 LC 35 – Decommissioning. 

 LC 36 - Organisational capability.  

 LC 28 – Examination, inspection, maintenance and testing – (in support of 
restart of the Magnox Reprocessing Facility following a periodic outage). 

 SBI of Sellafield Ion Exchange Plant (SIXEP). 

For the planned LC compliance inspections, ONR judged that licensee compliance 
with LC 7;  Incidents on the site LC 11; Emergency arrangements, LC 12; Duly 
authorised and other suitably qualified and experienced persons, LC22; Modification 
or experiment on existing plant, LC35; Decommissioning and LC36;  Organisational 
capability were met and awarded Green (no formal action) inspection ratings.  

For the SBI of the SIXEP, the LCs inspected were the standard set for SBIs: LC10; 
Training, LC23; Operating rules, LC24; Operating instructions, LC27; Safety 
mechanisms, devices and circuits and LC 28; Examination, inspection, maintenance 
and testing, but did not include LC34; Leakage and escape of radioactive material and 
radioactive waste. 

From the SBI, three of the five LCs inspected were rated as Green (no formal action), 
but LC10 and LC28 were rated as Amber (seek improvement). During the inspection, 
ONR raised two level 3 regulatory issues related to seeking improvements against 
LC10 and LC28 for Sellafield Ltd to address in the specific areas identified. ONR 
raised an additional five level 4 Regulatory Issues for Sellafield Ltd to address relating 
to minor shortfalls.  Despite this, overall, ONR judged that that the system adequately 
fulfils the requirements of the safety case.  

In addition to the planned SBI and LC inspections, ONR undertook an inspection 
against LC28 in relation to the restart of the Magnox Reprocessing Facility (MRF) 
following its planned three-yearly outage for maintenance.  This was judged to be 
adequate, and awarded a Green (no formal action) inspection rating. 

Operational Waste Facilities 



Page 9 of 25 

During this reporting period, ONR undertook planned compliance inspections in the 
Highly Active Liquor Evaporation and Storage (HALES) facilities, the High Level 
Waste Plants (HLWP), in the Effluents and Encapsulation facilities and the 
Remediation Operating Unit (OU). 

Within the HALES OU, ONR carried out two planned Licence Condition Inspections 
and one System Based Inspection (SBI).  

 LC 12 - Duly authorised and other suitably qualified and experienced persons, 

 LC 26 - Control and supervision of operations,  

 SBI of the HALES containment system. 

For the planned Licence Condition Compliance inspections ONR judged that licensee 
compliance arrangements met the required standard and ONR gave Green (no formal 
action) inspection ratings here. 

The HALES containment SBI considered compliance against a standard set of LCs for 
SBIs: LC10; Training, LC23; Operating rules, LC24; Operating instructions, LC27; 
Safety mechanisms, devices and circuits, LC 28; Examination, inspection, 
maintenance and testing, and LC34; Leakage and escape of radioactive material and 
radioactive waste.  

ONR judged compliance with all six of the standard licence conditions to be met and 
were all rated as Green (no formal action).  ONR’s overall judgement was that the 
containment system adequately fulfils the requirements of the safety case. 

Within the HLWP OU, ONR carried out two planned Licence Condition inspections.  

 LC 12 - Duly authorised and other suitably qualified and experienced persons 

 LC 26 - Control and supervision of operations,  

ONR judged that licensee compliance with LC12; Duly authorised and other suitably 
qualified and experienced persons and LC26; Control and supervision of operations, 
met the required standard and ONR gave Green (no formal action) inspection ratings 
here. 

Within the Effluents and Encapsulation facilities, ONR carried out two planned Licence 
Condition inspections.  

 LC 7 - Incidents on the site, was inspected in both the effluent facilities and the 
encapsulation facilities. 

In both cases ONR judged that licensee compliance with LC7, met the required 
standard and ONR gave Green (no formal action) inspection ratings for both 
inspections. 

Within the Remediation OU, ONR carried out one planned Licence Condition 
compliance inspection.  

 LC 7 - Incidents on the site 
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For this inspection ONR judged that licensee compliance with LC7; Incidents on the 
site, met the required standard and ONR awarded a Green (no formal action) 
inspection rating. 

Site Infrastructure 

During the period, ONR conducted three planned Licence Condition Compliance 
Inspections and two System Based Inspections across the Licensee’s Infrastructure 
organisation: 

 SBI of the Analytical Services ventilation system 

 LC 7 - Incidents on the site, Analytical Services 

 LC 22 - Modification or experiment on existing plant, Analytical Services 

 SBI of the Utilities site water system 

 LC 11 -  Emergency arrangements (Security and Resilience) 

The Analytical Services organisation conducts a number of important functions (e.g. 
material characterisation, chemical, physical and radiometric measurement and 
analysis) that support the safety of Sellafield site-wide operating facilities, that includes 
high hazard and risk reduction activities. 

The Analytical Services ventilation SBI considered compliance against a standard set 
of LCs for SBIs: LC10; Training, LC23; Operating rules, LC24; Operating instructions, 
LC27; Safety mechanisms, devices and circuits, LC 28; Examination, inspection, 
maintenance and testing, and LC34; Leakage and escape of radioactive material and 
radioactive waste.  

In terms of management of the system’s physical condition, ONR consider that 
arrangements are adequate and the projects in place to bring aging areas into 
compliance with modern standards are proportionate. Evidence sampled along with an 
on-going ONR regulatory issue provided assurance that improvements will be 
achieved. 

Whilst some minor opportunities for improvements were identified during the SBI, 
ONR judged compliance with all of the six standard licence conditions to be met were 
rated as Green (no formal action).  ONR’s overall judgement was that the ventilation 
system adequately fulfils the requirements of the safety case. 

ONR inspected the arrangements for compliance with LC 7 - Incidents on the site, 
within the licensee’s Analytical Services organisation.  ONR considered that the 
Analytical Services organisation adequately implements its arrangements for 
compliance with LC 7.  ONR judged the implementation to be of good standard in 
several areas, for example there is a good level of reporting, trend analysis and 
effective sentencing.   However, ONR also identified a specific shortfall relating to the 
Dangerous Substances and Explosive Atmospheres Regulations 2002 (DSEAR) risk 
assessments. Some other minor areas for improvement, for example establishing an 
adequate audit trail for redundant chemicals were also found during the inspection.  
ONR considered that it was proportionate to raise additional actions to an extant 
Regulatory Issue to address these shortfalls.  The shortfalls were minor in nature and 
hence ONR considered that an inspection rating of Green (no formal action) was 
merited. 
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ONR also inspected the arrangements for compliance with LC 22 - Modification or 
experiment on existing plant, within the licensee’s Analytical Services organisation.  
ONR considered the implementation of the arrangements for LC 22 within the 
Analytical Services organisation is good standard in several areas.  For instance, the 
licensee demonstrated a good understanding of the recently revised site-wide 
arrangements and had adequately implemented them locally as part of its organisation 
arrangements.  Analytical Services has been proactive to adopt a site-wide initiative to 
reduce the number of open plant modification proposals, and has established and 
implemented a transparent reporting arrangement.  However, a minor area for 
improvement is the timely engagement of subject matter experts to ratify technical 
solutions. The licensee provided assurance that it would address the minor shortfalls 
through its own corrective action processes.  ONR considered that an inspection 
rating of Green (no formal action) was merited. 

During the period, ONR conducted a System Based Inspection of the Licensee’s 
Utilities organisation site water system. The reliable provision of water to the Sellafield 
site is important to safety as it ensures the safe operation of several facilities, as well 
as facilitating hazard and risk reduction activities on the site (e.g. providing water for 
steam, pond purges). 

The SBI considered compliance against a standard set of LCs for SBIs: LC10; 
Training, LC23; Operating rules, LC24; Operating instructions, LC27; Safety 
mechanisms, devices and circuits, and LC 28; Examination, inspection, maintenance 
and testing. 

ONR considered that the licensee’s arrangements align with relevant good practice in 
several areas, for example, its hydraulic model arrangement informs configuration 
control and future system requirements.  However, ONR identified a number of minor 
shortfalls, for example the maintenance of several valves. In addition, ONR noted that 
the licensee is in transition to implementing a revised safety case for the system.  
ONR considered that it was proportionate to raise a Regulatory Issue on this matter. 

Whilst some minor opportunities for improvements were identified during the SBI, 
ONR judged compliance with all of the five standard licence conditions to be met and 
rated as Green (no formal action).  ONR’s overall judgement was that the site water 
system adequately fulfils the requirements of the safety case. 

ONR inspected the arrangements for compliance with LC 11; Emergency 
arrangements within the licensee’s Security and Resilience organisation. The Security 
and Resilience organisation has an important role, as it is responsible for the Sellafield 
site-wide emergency arrangements.  ONR considered that the licensee has 
adequately implemented its arrangements for compliance with LC 11 within the 
Security and Resilience organisation.  Indeed, this implementation is good standard in 
several areas, for instance, it has established adequate arrangements to migrate 
procured resilience assets into an operational and functional capability. In addition, SL 
has adequately demonstrated three full system capabilities.  However, SL’s seismic 
arrangements were acknowledged by the licensee as an area for improvement.  .  SL 
agreed to provide further updates these on improvements through the established 
regular ONR Resilience co-ordination meetings.  Overall ONR judged an inspection 
rating of Green (no formal action) was merited.  

Corporate Inspection Programme 
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ONR’s corporate inspection programme for the Sellafield site has three main areas of 
focus:  

• Examining the adequacy of the arrangements that Sellafield Ltd has made to 

comply with its nuclear site licence, securing improvements as necessary; and 

• Working with Sellafield Ltd to advise on, and support, its leadership and 

management for safety activities; and 

• Overseeing Sellafield Ltd’s organisational capability and management of 

organisational change. 

ONR carried out three planned Licence Condition Compliance inspections during the 
period covered by this report.  

 LC 32 - Accumulation of radioactive waste, 

 LC 33 - Disposal of radioactive waste and  

 LC 27 - Safety mechanisms, devices and circuits. 

For the planned LC compliance inspections listed above, ONR judged that licensee 
compliance arrangements were adequate, and awarded Green (no formal action) 
inspection ratings in each case. 

ONR also continued to monitor and support delivery of the improvements identified 
during earlier inspections.  During this period Sellafield Ltd adequately addressed a 
Regulatory Issue relating to a shortfall in proposed changes to the arrangements for 
work delivery at the site.  Due to their significance, ONR will continue to monitor 
implementation of these changes during 2019.  ONR also closed a Regulatory Issue 
relating to Minimum Safe Manning Levels (MSMLs) following improvements Sellafield 
Ltd has made in the reporting of events relating to MSMLs. 

Through other Regulatory Issues ONR is continuing to seek improvements in 
Sellafield Ltd’s arrangements for records management, training and development of 
decommissioning strategy.  ONR is satisfied with SL’s progress on these issues.  In 
relation to Regulatory Issues on disciplined operations and human factors support to 
operations, ONR is not satisfied with Sellafield Ltd’s progress and has escalated its 
oversight of the improvement plan. 

During this period ONR continued to monitor three Regulatory Issues on 
improvements Sellafield Ltd is making to its management arrangements in line with its 
revised status as an ‘upper tier’ site under the Control of Major Accident Hazard 
(COMAH) Regulations, 2015.  ONR has escalated its oversight of each of these 
issues given the challenging timescales in delivering these improvements as part of 
submission of COMAH Safety Report to the Competent Authority (CA) in September 
2019 (ONR’s enforcement action is noted below under Non-Routine Matters section). 

ONR is continuing to monitor Sellafield Ltd’s progress in addressing three Regulatory 
Issues relating to leadership and management for safety, specifically: consistency of 
safety leadership, the design and implementation of the licensee’s safety management 
system, and the quality of, and adherence to, working level instructions.  ONR is 
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satisfied with Sellafield Ltd’s progress on improving its safety management system but 
has escalated its oversight of the other issues. 

ONR has maintained close oversight of Sellafield Ltd’s transformation plan, which 
defines the way Sellafield Ltd will organise its operations in line with its strategic 
objectives.  In particular ONR has been monitoring Sellafield Ltd’s review of the 
introduction of a new operating model in 2018, its readiness to act as an ‘intelligent 
customer’ for the Programme and Project Partner (PPP) contracts, its ‘Leadership and 
People’ improvements, and its consideration of options to transform its relationship 
with the supply chain.  ONR is satisfied with SL’s approach in these areas. 

Conventional Health & Safety Interventions 

Legionella management across the Sellafield Ltd site has continued to remain a 
regulatory priority for ONR.  Through regular engagement with Sellafield Ltd ONR 
continues to have oversight of legionella management arrangements to ensure risks 
are being effectively controlled. 

Asbestos management across the Sellafield Ltd site also remains a regulatory focus 
for ONR. Sellafield Ltd are developing and implementing an asbestos strategy and 
action plan, to enable a site wide and prioritised approach to asbestos management.  
ONR will maintain an oversight on the implementation of the strategy and action plan 
to ensure timely implementation of the actions, and to ensure risks are being 
effectively controlled. 

Periodic Review 

Sellafield Ltd’s Periodic Safety Review (PSR) programme remains on schedule.  The 
new arrangements are resulting in better attention being applied to those 
improvements which have the greatest impact on nuclear safety. 

The THORP facility has completed its final fuel shearing operations and is processing 
the last batch of irradiated fuel.  Some parts of the facility are moving towards the end 
of operational life and preparations for Post Operation Clean Out (POCO) are well 
advanced.  ONR has continued to interact with Sellafield Ltd on the THORP & 
Finishing Line 6 (FL6) POCO Event Driven Review (EDR).  The interactions have 
included monthly progress updates and review of the processes being proposed to 
achieve POCO.  ONR acknowledges the considerable progress that Sellafield Ltd has 
made with the THORP & FL6 POCO EDR in the period, but considers that the EDR 
has not yet developed far enough to provide adequate confidence in the proposed 
approach.  However, Sellafield Ltd has developed and presented a credible plan for 
transitioning parts of the THORP & FL6 facility into POCO and we expect the 
necessary regulatory confidence will be generated as the plan is delivered. 

ONR carried out a Licence Condition 15; Periodic Review, inspection of the Site Ion 
Exchange Plant (SIXEP) and the Wastes Encapsulation Plant (WEP) to ensure that 
Sellafield Ltd has adequately reviewed the extant safety case and considered the 
capability of the facility to support future safe operations.  ONR concluded that 
Sellafield Ltd has carried out an adequate Periodic Safety Review. 
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ONR has continued to interact with Sellafield Ltd on a number of safety case initiatives 
to review the methodology, implementation, and adequacy of its arrangements in this 
respect. 

2.2 Other work 

Project Delivery sub-division 

The ONR Project Delivery sub-division regulates the programmes, projects and 
activities, associated with the delivery of high hazard and risk reduction on the 
Sellafield site. This includes projects in the legacy ponds, legacy silos, 
decommissioning, high level waste and infrastructure areas of the site. In addition to 
regulating these areas, the sub-division also has a number of improvement themes, 
aimed at encouraging Sellafield Ltd to accelerate risk and hazard reduction, namely; 

 Prioritisation 

 Use of resources  

 Removal of blockers 

 Removal of diversions and distractions 

 Incentivisation 

 Fit for purpose solutions 

 Risk Appetite 

 Communications  

Key points from ONR’s interventions with the licensee during this reporting period –   
01 October 2018 to 29 March 2019 are described in the following paragraphs. 

Infrastructure 

ONR has continued a high level of focus on Sellafield Ltd’s projects to deliver 
improved long term resilience of the site’s utility infrastructure.  These improvements 
comprise of upgrades and improvements to the site’s electrical distribution, steam, 
compressed air, and water systems.  During this reporting period, ONR has 
maintained regular engagements with key managers within Sellafield Ltd and its 
partners to influence the timely provision of ‘fit for purpose’ solutions for new major 
electrical and steam infrastructure projects, in line with long term site needs.  ONR has 
noted progress in line with Sellafield Ltd’s declared plans. 

ONR continues to engage with Sellafield Ltd over the need to secure long term 
provision of Analytical Services for the Sellafield site. This is necessary to support the 
safety of ongoing operations, and specifically, hazard and risk reduction activities 
across the site. The project has recently moved to the preliminary design phase and is 
preparing business case submissions for NDA and Government sanctioning purposes. 
ONR has also continued to engage with Sellafield Ltd to regulate the reduction of 
legacy waste presently stored within the existing Analytical Services facility. ONR has 
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been encouraged that Sellafield Ltd continues to make significant progress in the 
removal of legacy wastes (both aqueous and solvent) from this facility. 

Decommissioning 

In November 2016 ONR issued Licence Instrument 910, agreeing to Sellafield Ltd’s 
request to commence the demolition of the First Generation Reprocessing Plant stack.  
At the middle of March 2019 approximately 65% of the planned demolition had been 
completed.  ONR has stressed the importance of safe and secure timely delivery of 
this project.  A regulatory issue was raised by ONR in May 2018 seeking minor 
improvements within this decommissioning activity following a planned unannounced 
inspection of Sellafield Ltd’s control and supervision of operations (LC26).  This 
regulatory issue was closed in October 2018 when ONR was satisfied that the 
improvements had been made. 

ONR continues to monitor closely the progress of work related to the demolition of the 
Pile 1 reactor chimney diffuser section.  Following issue of Licence Instrument 508 in 
July 2018 Sellafield Ltd erected a tower crane, manufactured specifically for this 
project, adjacent to the Pile 1 reactor chimney to assist demolition of the chimney 
diffuser section.  Following completion by Sellafield of enabling works and further 
inspection activities conducted by ONR; ONR issued Licence Instrument 520 on 
29 November 2018 to permit Sellafield Ltd to commence operation of the tower crane 
to support demolition of the chimney diffuser.  The first cut block from the chimney 
diffuser was removed on 10 January 2019.  ONR has introduced a regulatory hold 
point into the demolition schedule which ONR is tracking though a regulatory issue 
requiring Sellafield Ltd to complete detailed method statements for planned activities 
towards the end of the demolition process. 

Sellafield Ltd’s hazard and risk reduction strategy for the demolition of a legacy low 
active effluent treatment plant includes the transfer of residual flocculent for 
processing in an up-stream facility.  ONR continues to monitor Sellafield Ltd’s work to 
complete the design, manufacture, installation and operation of the transfer 
equipment; and ONR has introduced hold points into the licensee’s programme. 
Sellafield Ltd is required to provide ONR with an adequate safety justification to 
progress beyond these. 

Pile Fuel Cladding Silo (PFCS) 

ONR granted a Licence Instrument 517 in October 2018 giving agreement to Sellafield 
Ltd installing the Waste Retrievals and Containerisation Area (WRCA). This is the 
second part of the PFCS Early Waste Retrievals plant. It follows the installation of the 
Waste Container Handling Area (WCHA). The installation of both the WRCA and 
WCHA are now nearly complete.   

ONR understands that Sellafield Ltd will start inactive commissioning of the Early 
Waste Retrievals plant imminently. ONR expects that Sellafield Ltd will be requesting 
ONR’s permission to commence active commissioning work (in which the containment 
door to silo compartment 5 will be opened) in summer 2019. The delay to the 
availability of the Box Encapsulation Plant Product Store (BEPPS) means that PFCS 
Early Retrievals cannot fully commence until 2020; however, Sellafield Ltd is 
developing options to undertake most elements of the active commissioning and to 
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potentially undertake some limited interaction and export of some of the less 
hazardous waste.  

ONR expects that Sellafield Ltd will submit the safety case shortly and request ONR’s 
agreement to modify the limits and conditions associated with the oxygen levels 
permitted within the silo. This will be necessary to enable active commissioning.  

ONR carried out a Licence Condition 21 (Commissioning) inspection in December 
2018. This was to gain confidence in the implementation of LC21 arrangements prior 
to the significant commissioning activities due to take place in 2019. The inspection 
was rated GREEN (no formal action) although two minor areas of improvement were 
identified with record keeping. Sellafield Ltd has worked to resolve one of these areas 
and has proposed a solution to the second. 

Magnox Swarf Storage Silo (MSSS) 

Sellafield Ltd is continuing with its strategy for preparation for waste retrievals from 
Compartment 10 (C10) within the MSSS. Inactive commissioning of the Silo Emptying 
Plant (SEP2) continues whilst Sellafield Ltd prepares MSSS for waste retrievals. 
Sellafield Ltd’s overall timescale has extended with trace active commissioning work 
currently scheduled to commence in July 2019. The overall date for commencement of 
waste retrievals has also been delayed to December 2019. ONR’s granting of 
permission for this activity is dependent on Sellafield Ltd successfully completing 
SEP2 inactive and trace active commissioning.  

Work on SEP2 is now focused on inactive commissioning and completion of building 
modifications. ONR currently considers that the overall schedule for availability of 
SEP2 is aligned with the expected availability of waste handling facilities being built or 
modified to accept MSSS retrieved waste. ONR recognises the complexity of SEP2 
and continues to engage with Sellafield Ltd to secure regulatory confidence in the 
licensee’s delivery plans.  

Special Nuclear Material Projects 

Through ONR’s three Level 1 Regulatory Issues (i.e. ONR’s highest level of issue) we 
continue to engage and influence the delivery of hazard and risk reduction activities 
regarding the Special Nuclear Material (SNM) facilities. Specifically, this includes 
asset care improvements on the First Generation Finishing Line (FGFL) facility and 
the delivery of capabilities to allow continued safe and secure storage of SNM. 

With respect to FGFL asset improvement, Sellafield Ltd continues to make satisfactory 
progress on the civil, electrical and containment upgrade tasks having recently 
completed the required civil improvements to the external building fabric. Sellafield Ltd 
also continues to decommission the legacy Finishing Line 3 within the FGFL and 
decrease the risk posed by this contaminated area. With respect to the 
implementation of capabilities to allow continued safe and secure storage of SNM, 
Sellafield Ltd has recently commenced the repacking of a legacy can population into 
new containment packages to extend its storage life.  

As part of the consolidation of un-irradiated SNM from Dounreay to Sellafield we have 
granted Licence Instrument 510 'Agreeing' to Sellafield Ltd’s request to receive, 
handle and store the next phase of can shipments. We continue to engage and 
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influence Sellafield Ltd to implement the capabilities required for the safe longer term 
storage (i.e. greater than 10 years) of this SNM inventory. 

Pile Fuel Storage Pond (PFSP) 

ONR’s regulatory focus continues to be on the retrieval, removal and export of 
intermediate level waste and bulk sludge from this pond. 

Following assessment of the licensee’s safety submission, ONR released the hold 
point to grant permission to use new long handled tools with magnets, which improves 
separation and sorting of debris within the pond. This enables an alternative method 
for Sellafield Ltd to separate fuels from other materials and consolidate them for 
export to a more suitable storage facility, which further reduces hazardous inventory 
within the PFSP. 

First Generation Magnox Storage Pond (FGMSP) 

The ONR regulatory focus continues to be on the retrieval, removal and export of fuel, 
intermediate level waste, and bulk sludge from the pond. 

Following a series of plant interventions and assessment of the licensee’s safety 
submission, ONR released the hold point to grant permission to commission and 
operate the D-Bay sludge retrieval system. This enables Sellafield Ltd to remove a 
large volume of the most radioactive sludge from FGMSP for storage in a more 
suitable modern containment system.  

Following a series of plant interventions and assessment of the licensee’s safety 
submission, ONR released the hold point to grant permission for Sellafield Ltd to 
install the North pond wall reinforcements. This modification has improved the 
resilience of the pond to withstand seismic and other events. 

To support ONR’s decision to release the regulatory hold point to install the 
reinforcements, ONR carried out a planned LC 22 inspection (Modification on existing 
plant).  This was targeted on the project arrangements for installation of the 
reinforcement and readiness for operation of the crane on site. The facility’s 
application of the Sellafield Ltd arrangements met our expectations and a Green (no 
formal action) inspection rating was awarded here. These have now been safely 
installed and the improvements to the pond have been completed. 

ONR has increased its level of engagement on the Interim Storage Facility (ISF) and 
Self-Shielded Box (SSB) project, undertaking a number of interventions with the 
assessment team on specific technical subjects, and also visiting the main suppliers of 
the boxes. The assessments and engagements will continue towards a decision on 
whether to allow the interim storage of zeolite skips in the ISF later this year.  

Within this period Sellafield Ltd has continued to make progress in a key area of ONR 
focus, to export hazardous inventory from FGMSP. In this period Sellafield Ltd has 
exported 16 legacy skips of fuels (Bit Bins and BEP0 fuel) to a more suitable modern 
facility, for interim storage. Sellafield has also consolidated further fuels ready for 
future export. 

Enabling Facilities 
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Sellafield Ltd is progressing a number of new build and existing facility modification 
activities that will directly support waste retrievals from the legacy silos, (Magnox 
Swarf Storage Silo (MSSS) and Pile Fuel Cladding Silo (PFCS)).  ONR has engaged 
with Sellafield Ltd to gain regulatory confidence that these facilities can be delivered in 
time to meet the overall programme for timely, safe waste retrievals from these legacy 
silos. In particular, ONR has focussed on the Box Encapsulation Plant (BEP), Box 
Encapsulation Plant Product Store / Direct Import Facility (BEPPS/DIF), Waste 
Transfer Route (WTR), Silo Maintenance Facility (SMF), and other key waste retrieval 
and storage enablers. ONR’s regulatory focus will continue in this area to ensure we 
have the necessary regulatory confidence in these aspects of Sellafield Ltd’s hazard 
and risk reduction programmes. 

3 NON-ROUTINE MATTERS 

Special Nuclear Materials Operating Unit (SNM OU) 

During the period of this report ONR conducted a follow up enquiry relating to a fuel 
handling event within the Special Nuclear Materials (South) Facility.   The SNM OU 
Site Inspector concluded that incident did not meet the formal investigation criteria.  
However the ONR Enforcement Management Model was used to determine the 
appropriate enforcement decision which resulted in ONR giving verbal regulatory 
advice to the Licensee.  

ONR were notified to an emerging issue with potential weld quality records of storage 
cans.  ONR has raised a regulatory issue to track this matter and will continue to 
engage to ensure appropriate corrective actions are taken. 

During this period ONR also conducted several follow-up enquiries into non-routine 
and minor events reported by Sellafield Ltd in the Special Nuclear Materials Operating 
Unit.  None of these met the criteria for formal investigation by ONR. 

As reported under news from ONR section below Sellafield Ltd pleaded guilty to the 
breach of Health & Safety at Work etc. Act 1974, Section 2 (1), for a personnel 
contamination event that took place in SNM (South) in February 2017. 

Decommissioning (Remediation & Retrievals) 

The Office for Nuclear Regulation (ONR) has continued the intervention into the 
shortfall in the delivery of safety improvement projects by NNL in the Active Handling 
Facility (AHF) under the supervision and control of the Remediation Division. Our 
intervention highlighted a number of concerns in NNL’s capability and capacity to 
deliver these safety improvement projects and, in the application of Sellafield Ltd’s 
corporate arrangements for the supervision and control of NNL.  ONR have routinely 
monitored progress with the delivery of an action plan from NNL to address the 
shortfalls against the Regulatory Issue raised to track their resolution. NNL has made 
sufficient progress during this period to address the shortfalls against the Regulatory 
Issue to enable ONR to close out this issue.  

Magnox 

ONR conducted follow-up enquiries on several minor events reported by Sellafield Ltd 
in the Magnox reprocessing, Magnox east river and Calder Hall areas (Note: Calder 
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Hall is currently included in the inspection plans for Magnox).  None of the events 
warranted further investigation or resulted in any specific ONR regulatory issues. 
Follow up will be undertaken as part of routine ONR business, as necessary.  

During the previous year, ONR conducted follow-up enquiries on several minor events 
reported by Sellafield Ltd in the Magnox Reprocessing Facility (MRF), leading to 
intelligence gained by ONR that a number of the minor events related to behaviours of 
individuals, some of whom were in leadership or supervisory roles.  Sellafield Ltd had 
independently noted the apparent trend and already started to undertake a self-
assessment using a number of data sources, prior to ONR engagement.  Sellafield Ltd 
has responded positively to this situation and is implementing a number of initiatives to 
drive improvements to the nuclear professionalism of personnel, improving their safety 
culture.  ONR monitored the improvements placed by SL and follow-up inspections 
undertaken by SL’s internal regulator has provided confidence of the embedding 
improvements made, resulting in ONR closing the level 4 regulatory issue raised to 
track progress. 

Follow-up enquiries of events in the Magnox East River (MER) facilities, though not 
individually having any significant safety related impacts, has attracted the attention of 
ONR.  Several events have related to poor decision-making or a lack of a questioning 
attitude to off-normal circumstances.  These have resulted in shortfalls in adherence to 
process that should not have occurred and will be followed up by ONR in the coming 
period.  SL has already drafted an improvement plan to address these observations 
and was proactive in bringing them to the attention of ONR, showing a positive attitude 
to remedying the shortfalls, before they potentially become more significant. 

Operational Waste Facilities 

Waste Vitrification Plant Incident 

During this period, ONR conducted follow-up enquiries on several events reported by 
Sellafield Ltd relating to operational waste facilities.  The majority of these events did 
not warrant further investigation.  However one event was judged to have met the 
ONR investigation criteria and a formal investigation commenced. 

The event occurred in the Waste Vitrification Plant (WVP) within the High Level Waste 
Plants on the 7 February 2019 and related to a vitrified waste container being 
decontaminated with a water spray without the container lid being welded shut.  
Sellafield Ltd immediately ceased operations and started an internal investigation.  
There was no release of radioactivity and no individuals were harmed.  

As a result of the initial investigation findings, ONR has issued an Enforcement Letter 
under LC10; training, LC24; operating instructions and LC26; control and supervision 
of operations.  This Enforcement Letter required Sellafield Ltd to make improvements 
in these areas prior to re-commencing the vitrification process within WVP. 

Sellafield Ltd subsequently responded to the Enforcement Letter detailing the 
improvements being undertaken to address the concerns raised by ONR.  ONR 
considered these improvements sufficient to allow the vitrification process to re-
commence. 



Page 20 of 25 

The formal ONR investigation is ongoing to establish the underlying causes of this 
incident and consider any further enforcement action in line with ONR’s enforcement 
policy. 

HALES – Replacement of Main Cooling Water Valve 

As noted under ONR permissioning activity section below ONR agreement was given 
to replace one of the HALES cooling water main cross connection isolation valves 
during this period.  To support issue of the agreement, under Licence Instrument (No: 
519), ONR witnessed a number of dry runs prior to the successful replacement of the 
valve. 

Site Infrastructure 

An ONR team of inspectors assessed compliance with LC11; Emergency 
arrangements, via the licensee conducting a partial re-demonstration of a safety led 
on-site emergency management capability demonstration exercise. ONR concluded 
that the licensee provided an adequate demonstration, and that it would have coped if 
this had been a real event.  ONR considered that an inspection rating of Green (no 
formal action) was merited. 

During the period ONR also conducted follow-up enquiries that related to a loss of 
steam raising capability on the Fellside Combined Heat and Power facility.  ONR 
concluded that the proportionate regulatory action was to issue a Regulatory Issue 
that requires the licensee to review, the adequacy of its LC 28 Examination, 
Inspection, Maintenance and Testing arrangements for its high voltage electrical 
distribution systems. 

Corporate Inspection 

During this period ONR issued a licence instrument re-approving Sellafield Ltd’s 
arrangements for compliance with LC 35(2) (Production and implementation of 
decommissioning programmes for each plant) following a minor update. 

Permissioning Activity 

ONR’s permissioning process continues to monitor Sellafield Ltd’s planned 
submissions in accordance with its Hold Point Control Plan, which forms part of its 
arrangements under LC 22.  This process ensures ONR has regulatory oversight and 
control over Licensee activities with potential for highest risk.  Within this reporting 
period, ONR has released six hold points on modifications to various plants on 
Sellafield site. These include  

 HALES cooling water system LV0001 valve replacement,  

 Evaporator D transition to normal operations,  

 Restart of Magnox reprocessing operations following the 2018 outage,  

 Cave 13 active commissioning,  

 WVP lines 1 & 2 3rd fan project and  

 Corporate permissioning on LC 35 improvement. 

Of the above six projects, the HALES LV0001 valve replacement is the most 
significant as it requires the temporary suspension of the HALES cooling water system 
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and drain down of the adjoining pipework which has never been disturbed for several 
decades. The successful delivery of the LV0001 replacement marks a significant step 
forward to ensure the health and reliability of the HALES cooling water system is 
maintained for its longevity to achieve the aspiration of the UK decommissioning 
programme. 

ONR has also agreed to the transition of Evaporator D from active commissioning to 
normal operations. ONR considers that SL has demonstrated operational maturity in 
people, plant and process such that Evaporator D is ready to move into normal 
operations. ONR also considers SL’s proposed evaporator usage arrangement, i.e. 
Evaporator D being the duty evaporator with Evaporator C standby until the end of the 
Magnox Operational Programme and Evaporators A & B withdrawn from operational 
duty, adequate for normal operations going forward. The smooth transition of 
Evaporator D to normal operations should ensure continued safe reprocessing and 
decommissioning on Sellafield site. 

Conventional Health & Safety interventions 

Sellafield Ltd moved from a Lower Tier to an Upper Tier COMAH establishment, due 
to a change in hazard classification of nitric acid, in September 2017.  In accordance 
with the Control of Major Accident Hazard Regulations (COMAH) 2015, Sellafield Ltd 
are in the process of preparing a safety report which demonstrates the measures that 
are taken to prevent major accident hazards and to limit their consequences for 
human health and the environment. 

During this period discussion continued between the Competent Authority (jointly ONR 
and the Environment Agency) and Sellafield Ltd in relation to the production of the 
safety report.  The safety report is due to be submitted at the end of September 2019.  
An Enforcement Letter was issued by ONR during this period to express the CA’s 
concerns about lack of progress on associated Regulatory Issues and the potential of 
Sellafield not submitting an adequate safety report.  

An investigation is on-going following a nitric acid leak at the Inactive Tank Farm (ITF) 
after a continuous feed nitric acid line failed.   This resulted in a quantity of nitric acid 
being released and contained within the ITF bunded area and three contractor 
employees seeking first aid from the minor effects of contact with the nitric acid 
vapour.  ONR will consider the completed investigation findings in line with its 
enforcement policy and consider what action is appropriate and proportionate.  

In December 18 ONR issued an Improvement Notice to Sellafield Ltd following a 
contravention of the Construction (Design and Management) Regulations 2015.  This 
followed an incident involving a 132kV underground cable strike at the Fellside 
Combined Heat and Power site during construction work.  The Notice required 
Sellafield Ltd to review, revise and implement its’ excavation arrangements.  The 
revised arrangements will be extended to the rest of the site and ONR will review 
these to ensure that risks are being effectively controlled. 
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4 REGULATORY ACTIVITIES 

 
Licence Instruments and Enforcement Notices Issued by ONR during this period 
 

 Date Type Ref No Description 

11/02/2019 

 

Agreement 510 LC22(1) - Agreement to commence 
receipt, handling and storage of 
Dounreay 'Can Packages' in SAFKEGS 
(4085A) within EDS 3 

26/10/2018 Approval 515 Approval of an alteration or amendment 
to Sellafield Ltd’s arrangements under 
LC35(4) 

15/11/2018 Agreement 516 AGR interim Fuel Storage in THORP 
receipt and Storage Pond 

29/10/2018 Agreement 517 ONR Agreement for PFCS installation 
and setting to work of waste retrievals 
and containerisation area 

13/11/2018 Agreement 518 Sellafield HALES Evaporator D normal 
Operation 

08/11/2018 Agreement 519 Sellafield HALES LV0001 valve 
replacement 

29/11/2018 Agreement 520 LC 22(1)-Agreement to operate a tower 
crane. 

13/12/18 Improvement 
Notice 

ONR-IN-18-002 Construction, design and management 
regulations 

 
Reports detailing the above regulatory decisions may be found on the ONR website at 
http://www.onr.org.uk/pars/. 
 
 
 

  

http://www.onr.org.uk/pars/
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5  NEWS FROM ONR  

Enforcement Action 

A summary of enforcement action is provided below.  Further detail is available on our 
website. 

 Improvement notice issued to Sellafield Ltd in December 2018 – requires 

improvements to be made in its principal contractor arrangements for 

construction, design and management. 

 On 1 February, following ONR’s prosecution, EDF Energy Nuclear Generation 

Ltd and Doosan Babcock Ltd £200,000 and £150,000 respectively following an 

incident where a worker fell from height at Hinkley Point B power station in 

2017.  

 Two improvement notices issued to two transport logistics companies on 4 

February following breaches in regulations for the safe transport of radioactive 

materials.  

 Two improvement notices issued to EDF Energy on 20 February following an 

incident on 19 November 2018 at Heysham 1, which resulted in injury to three 

EDF Employees.  

 On 2 April, Sellafield Ltd was fined £380,000 following ONR’s prosecution for 

safety breaches relating to equipment used for the processing of plutonium. 

Regulatory updates 

Following the introduction of new integrated Environmental Authorisations Regulations 

in Scotland, the MOU between ONR and the Scottish Environmental Protection 

Agency has been updated. The MOU ensures effective cooperation and collaboration 

in the regulation of nuclear safety, security, radioactive materials transport, nuclear 

safeguards and environmental protection on nuclear licensed sites and at other sites 

where both ONR and SEPA have regulatory functions. 

In February,  a new nuclear site licence was granted to Tradebe Inutec for their 

Winfrith site in Dorset. A new site licence was required following Tradebe Inutec’s 

acquisition of buildings and land at the Winfrith site from the Nuclear 

Decommissioning Authority (NDA) in February 2019.  

We published a report detailing safety “events” that took place in the UK between 

2015-2017 in March. The report details the 56 safety significant events that took place 

between April 2015 and December 2017 – describing each event, the duty holder’s 

response, and the actions taken by the ONR.  The full report is available on our 

website.  

Stakeholder Engagement 

In February, our Chief Nuclear Inspector, Mark Foy and Technical Director, Anthony 

Hart hosted a webinar which focused on the first Topical Peer Review of 'Ageing 

http://news.onr.org.uk/news-archive/
http://news.onr.org.uk/news-archive/
https://www.sepa.org.uk/regulations/how-we-regulate/environmental-authorisations-scotland-regulations-2018/
https://www.sepa.org.uk/regulations/how-we-regulate/environmental-authorisations-scotland-regulations-2018/
http://www.onr.org.uk/documents/2018/mou-onr-sepa.pdf
http://www.onr.org.uk/documents/2018/mou-onr-sepa.pdf
http://news.onr.org.uk/2019/02/nuclear-site-licence-granted-for-winfrith-site/
http://news.onr.org.uk/2019/03/event-report-published/
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management of nuclear power plants and research reactors.’  Further details about 

the webinar are available on our website. 

We published our 2018 Stakeholder Survey report, in February following the survey in 

October/November last year. Stakeholders from across the sector were invited to take 

part in the survey with 329 responses received, providing valuable insight into how we 

are viewed by our stakeholders.  The full report is available on our website. 

On 28 March, we held our NGO Forum in Manchester and were delighted to welcome 

15 NGO representatives from 12 organisations. We’ll be making the minutes, agenda, 

presentations and pre-event briefing papers available on our website over the coming 

weeks. 

Corporate news 

In February we announced the appointment of Mark McAllister as the new Chair of 

ONR.  Mark will join ONR from 1 April, succeeding Nick Baldwin CBE. 

We were delighted that our Chief Executive was recognised as Transformational 

Leader at the Northern Power Women Awards 2019, an event that celebrates the 

women and men working towards accelerating gender diversity across the Northern 

Powerhouse. Adrienne won the award in recognition of her work in leading ONR 

through significant change while, in parallel, driving gender balance. 

ONR has been recognised for its commitment to equality, diversity and inclusion by 

gaining accreditation to the National Equality Standards (NES).  

For the latest news and updates from ONR visit the website and sign up for the ONR 
Newsletter (http://www.onr.org.uk/ebulletin/index.htm). 
 
 

6  CONTACTS 

Office for Nuclear Regulation 
Redgrave Court 
Merton Road 
Bootle 
Merseyside 
L20 7HS 
Website: www.onr.org.uk 
Email:  contact@onr.gsi.gov.uk 
 
 
This document is issued by the Office for Nuclear Regulation (ONR). For further 
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please visit http://www.onr.org.uk/feedback.htm.  
 
 
 
© Office for Nuclear Regulation, 2019 
If you wish to reuse this information visit www.onr.org.uk/copyright for details.  

http://www.onr.org.uk/events.htm
http://www.onr.org.uk/documents/2019/onr-stakeholder-survey-2018.pdf
http://news.onr.org.uk/2019/02/our-stakeholders-share-their-feedback/
http://www.onr.org.uk/ebulletin/index.htm
http://www.onr.org.uk/
mailto:contact@onr.gsi.gov.uk
http://www.onr.org.uk/feedback.htm
http://www.onr.org.uk/copyright


Page 25 of 25 

 
 
For published documents, the electronic copy on the ONR website remains the most 
current publicly available version and copying or printing renders this document 
uncontrolled. 
 


